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COVER SHEET

LEAD FEDERAL AGENCY: U.S. Department of Energy (DOE), Western Area Power Administration
(Western)

COOPERATING AGENCIES: U.S. Department of Agriculture, Forest Service (Forest Service),
Coconino National Forest and Arizona State Land Department

TITLE: Final Environmental Impact Statement for the Grapevine Canyon Wind Project, DOE/EIS-0427
LOCATION: Coconino County, Arizona

| CONTACT:  For additional information on this Final Environmental Impact Statement (EIS) contact:
Mr. Matt Blevins
Western Area Power Administration
P.O. Box 281213
Lakewood, CO 80228-8213
Telephone: (800) 336-7288
Fax: (720) 962-7263
E-mail: GrapevineWindEIS@wapa.gov

For additional information on DOE National Environmental Policy Act (NEPA) activities please contact
Carol M. Borgstrom, Director of NEPA Policy and Compliance, GC-20, U.S. Department of Energy,
1000 Independence Avenue SW., Washington, DC 20585, phone: (800) 472-2756, or visit the DOE
NEPA Web site at http://nepa.energy.gov/.

ABSTRACT: The Grapevine Canyon Wind Project proposed by Foresight Flying M, LLC (Foresight)
would include: 1) a wind energy generating facility up to 500 megawatts; 2) a 345-kilovolt (kV)
electrical transmission tie-line; and 3) a 345-kV electrical interconnection switchyard that would be
owned and operated by Western. The wind energy generating facility would be located on private land
and trust land administered by the Arizona State Land Department. The electrical transmission tie-line
would be located on private and State trust lands, as well as Federal lands administered by the Forest
Service. The interconnection switchyard would be located entirely on Forest Service-managed lands.
The project is located about 28 miles south and east of Flagstaff, Arizona in Coconino County, extending
from the proposed wind generating facility south of Meteor Crater to the proposed switchyard just east of
Mormon Lake, Arizona. Foresight has applied to Western to interconnect the proposed wind energy
generating facility to Western’s power transmission system on its Glen Canyon-Pinnacle Peak 345-kV
No. 1 and No. 2 transmission lines. Additionally, Foresight has applied to the Forest Service for a special
use permit authorizing the use of a 200-foot-wide right-of-way for a minimum period of 50 years to
accommodate the construction and operation of the proposed 345-kV electrical transmission tie-line. The

| EIS includes a description of Western’s and the Forest Service’s proposed Federal actions and a no action
alternative and an analysis of their environmental impacts.

The Final EIS is comprised of the previously published Draft EIS with additions and revisions added in
response to comments on the Draft EIS and a comment and response chapter. Additions and revisions to
the EIS are delineated with a vertical line in the left margin. Western’s Record of Decision will be
published no sooner than 30 days from the publication in the Federal Register of the U.S. Environmental
Protection Agency’s Notice of Availability for this Final EIS. The Forest Service will publish its Record
of Decision directly before the 30-day Notice of Availability to coincide with its 45-day administrative
review period.
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BGEPA Bald and Golden Eagle Protection Act

BLM U.S. Department of the Interior, Bureau of Land Management
BMP Best Management Practice

CAA Clean Air Act

CEC Certificate of Environmental Compatibility
CEQ Council on Environmental Quality

CFR Code of Federal Regulations
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Foresight Foresight Flying M, LLC
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Forest Service  U.S. Department of Agriculture, Forest Service
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FSH Forest Service Handbook
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EXECUTIVE SUMMARY

ES.1 INTRODUCTION
Foresight Flying M, LLC (Foresight) proposes the development of the Grapevine Canyon Wind Project

in

Coconino County, Arizona. The project is located approximately 18 miles southwest of Winslow and 28

miles southeast of Flagstaff (Figure ES.1-1).

The project would include three main components: 1) a wind energy generating facility up to 500
megawatts (MW); 2) a 345-kilovolt (kV) electrical transmission tie-line; and 3) a 345-kV electrical
interconnection switchyard and facilities that would be owned and operated by Western Area Power

Administration (Western). The wind energy generation component would be located on private land and

trust land administered by the Arizona State Land Department (ASLD). The electrical transmission tie-
line would be located on private and State trust lands as well as Federal lands administered by the U.S.
Department of Agriculture, Forest Service (Forest Service). The interconnection switchyard would be
located entirely on Forest Service-managed lands.

The wind energy generating facility may be built in two or more phases over a period of years with an
initial construction schedule for the first phase between 12 to 18 months. Construction is expected to
begin in 2012.

Foresight has applied to Western to interconnect the proposed wind energy generating facility to
Western’s power transmission system on its Glen Canyon-Pinnacle Peak 345-kV No. 1 and No. 2
transmission lines. Additionally, Foresight has applied to the Forest Service for a special use permit
authorizing the use of a 200-foot-wide right-of-way for a minimum period of 50 years to accommodate
the construction and operation of the proposed 345-kV electrical transmission tie-line.

Western would seek approval and authorization from the Forest Service to construct and operate the
proposed interconnection switchyard on an approximately 15-acre parcel beneath the Glen Canyon-
Pinnacle Peak transmission lines, if the interconnection request is approved.
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ES.2 PURPOSE AND NEED FOR AGENCY ACTION
ES.2.1 Foresight’s Purpose and Need

Most electricity produced in the U.S. comes from fossil fuels. However, in recent years, the majority of
states in the southwestern U.S. have passed regulations or guidelines that require utilities to generate a
specific percentage of their energy portfolio from renewable resources such as wind, solar, biomass, and
geothermal. The State of Arizona adopted new Renewable Energy Standard and Tariff rules in 2006
requiring public utilities to provide 15 percent of their retail electricity from renewable energy sources by
2025.

Foresight’s goal is to construct and operate a utility scale wind energy generating facility that is tied into
the regional grid so that the energy produced can be marketed to utility companies in Arizona and other
western states to help meet their State portfolio standards and energy requirements. Foresight’s
objectives include the following:

e To construct, own, operate, and maintain an efficient, economic, and reliable, utility scale wind
generating facility that would help achieve State and/or regional renewable energy standards.

e To develop the wind energy generating facility on a site with an excellent wind resource.

e To interconnect to an electrical transmission system with available capacity that ties into the
regional electric grid.

e To be consistent with the goals of the American Recovery and Reinvestment Act of 2009 that seeks
to support home-grown renewable energy for economic recovery.

e To be consistent with Federal, Western Governors’ Association, State, and local goals for clean
renewable energy and sustainable economic development.

ES.2.2 Federal Agency Purpose and Need

Western Area Power Administration

Foresight has requested an interconnection with Western’s electrical transmission system. Western is
required to approve or deny the interconnection request in accordance with Western’s Open Access
Transmission Service Tariff (Tariff). Western’s Tariff provides open access to its transmission system. If
there is available capacity in the transmission system, Western provides transmission services through an
interconnection. This interconnection request requires Federal action which triggers a review under the
National Environmental Policy Act of 1969 (NEPA). The scope of the review for this Environmental
Impact Statement (EIS) includes all proposed project components of the up to 500-megawatt (MW) wind
project and related infrastructure.

U.S. Department of Agriculture, Forest Service, Coconino National Forest (Forest Service)

In addition to the request for interconnection, Foresight has applied to the Forest Service for a special use
permit authorizing a 200-foot-wide right-of-way for a minimum period of 50 years to accommodate an
electrical transmission tie-line on Forest Service-managed lands. Western would apply to the Forest
Service for authorization to construct and operate an electrical switchyard if the interconnection request is
approved. The Forest Service is authorized to issue special use permits under the Federal Land Policy and
Management Act. Consideration of special use requests is based on direction contained in 36 Code of
Federal Regulations (CFR) 251, Subpart B, including screening criteria that address consistency with
policies and land management plans.

In order to provide an interconnection with Western’s electrical transmission system, the switchyard and
the transmission tie-line would be located on Forest Service-managed lands because the existing Western
Glen Canyon-Pinnacle Peak 345-kV transmission lines are located on Forest Service-managed lands. The
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special use permits would authorize Foresight and Western to construct, operate, and maintain the
transmission tie-line and switchyard on Forest Service-managed lands.

ES.3 PROPOSED ACTION AND ALTERNATIVES
ES.3.1 Federal Agency Proposed Actions

The proposed Federal actions evaluated in this EIS by each of the involved Federal agencies are as
follows:

e Western: To approve Foresight’s interconnection to Western’s transmission system on the Glen
Canyon-Pinnacle Peak 345-kV transmission lines, an action which would also require a new
Western switchyard on Forest Service-managed lands.

» Forest Service: To approve Foresight’s special use permit authorizing a 200-foot-wide right-of-
way for a minimum period of 50 years to accommodate the construction, operation, and
maintenance of a new 345-kV electrical transmission tie-line corridor across approximately 8.5
miles of Forest Service-managed lands. In addition, the Forest Service would authorize Western to
construct, operate, and maintain a new switchyard on an approximately 15-acre parcel.

Western’s preferred alternative is to approve Foresight’s interconnection to Western’s transmission
system, including constructing the new switchyard to accommodate the interconnection. The Forest
Service preferred alternative is Foresight’s proposed project.

ES.3.2 Foresight’s Proposed Project

Foresight proposes to construct and operate a utility scale wind energy generating facility on private and
State trust land. The wind energy generating facility would generate up to 500 MW of electricity from
wind turbine generators (WTGs).

The proposed project includes three main components: 1) a wind energy generating facility (wind park);
2) a 345-kV transmission tie-line (transmission tie-line); and 3) a 345-kV interconnection switchyard
(switchyard) constructed, owned, and operated by Western.

Wind Park

The proposed wind park would be built in one or more phases, dependent on one or more power sale
contracts. The proposed wind park would include improved and new access and service roads, WTGs, an
electrical collection system, up to two step-up substations, communications system, operations and
maintenance building, and meteorological monitoring towers. A preliminary layout plan is included in
the Final EIS to depict potential location of these facilities for the project area for the up to 500 MW
project as well as the initial and subsequent phases. Final (construction level) design and construction of
all project infrastructure would be based on the following: 1) the estimated maximum disturbance and
impact evaluations that are reflected in the Final EIS, including the preliminary layout plan provided in
the Final EIS; and 2) micro-siting resource information from the pre-construction surveys. To the extent
that pre-construction surveys provide information that minor adjustments in turbine siting or
infrastructure would avoid or further reduce the impacts identified in the Final EIS, feasible adjustments
would be made to further avoid or reduce impacts to resources.

Based on final design and micro-siting, all wind park facilities would be located within the wind park
study area of the EIS and would not exceed the disturbance limits identified in the EIS. The study area
for the wind park encompasses almost 100,000 acres of private and State trust lands and substantially
exceeds lands anticipated to be disturbed for the various wind park facilities. Construction of the up to
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500 MW wind park is expected to temporarily disturb 2,050 to 2,193 acres and permanently disturb 555
to 570 acres of land.

The number and model of WTGs are typically determined by one or more power sale contracts, the wind
resource, and turbine availability and cost. The proposed wind park would generate electricity from
WTGs rated at 1.5 to 3.0 MW. For purposes of this EIS, specifications for the Vestas V100 1.8-MW
WTG are used to evaluate potential effects of the wind park. This 1.8-MW WTG is a tubular steel tower,
263 feet in height and 14 feet in maximum diameter. Three blades, each 161 feet in length, extend from
the nacelle, located at the top of the tower; the turbine structure would be up to approximately 500 feet
high when a blade is in the 12 o’clock position.

Engineering Surveys for the Wind Park

Geotechnical or geophysical investigations, soil resistivity and thermal conductivity tests, and a Worst-
Case Fresnel Zone Study would be performed to aid in the final design of the wind park. A pre-
construction engineering site survey would be performed to stake out the exact location of the WTGs,
service roads, electrical collection system, access entryways from public roads, step-up substations,
operations and maintenance building, and other project features prior to land disturbance.

Construction of the Wind Park

Construction activities would be temporary and would involve the use of heavy equipment including
bulldozers, graders, trenching machines, concrete trucks, tractor-trailer trucks, and large cranes. Prior to
beginning construction activities, the exact location of wind park facilities would be determined. The
initial steps in the construction of the wind park would include constructing or improving access roads,
developing a temporary power and water source, establishing borrow pits and setting up a rock crusher
and batch plant, and establishing a project staging area. These activities would be followed by the
construction of WTGs, the electrical collection system and communications system, the step-up
substations, operations and maintenance building, and long-term meteorological towers.

Wind Park Primary Access and Service Roads

The primary site access road would be constructed for the initial project phase and originate from Meteor
Crater Road and would extend to the west across Canyon Diablo and then south into the wind park study
area across private and State trust lands. The access road would be approximately 16-feet wide and 8
miles in length. The roadway would be cleared of vegetation and excavated to a depth of up to 12 inches
and covered with aggregate. The road surface would then be graded and compacted, and berms and other
drainage features would be constructed as required.

The primary site access road would require a crossing of Canyon Diablo. This crossing would require a
bridge-type structure with a span of up to 80 feet and a roadway of approximately 16 to 18 feet. Design
and construction of the roads and crossing would be in accordance with Foresight’s proposed Resource
Protection Measures (RPMs) reflected in the Final EIS and Section 404 permit for the initial phase and
subsequent phase(s) and compliance with County and other applicable road and crossing standards.

These permits would be obtained prior to construction and based on final engineering design for the initial
and subsequent phases.

In addition to the primary access road, Chavez Pass Road, an existing road located between Meteor Crater
Road to the north and State Route 87 to the south, may also be used for site access for subsequent wind
park phases. Chavez Pass Road is a primitive local road not maintained regularly by the County. Some
improvements may be required, but it is anticipated the road would not need to be re-contoured or
upgraded outside of the existing roadway.
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Once primary access has been established, service roads to each WTG site and other wind park facilities
would be constructed. Approximately 143 miles of service roads would be expected within the wind park
study area if the project is fully built out to 500 MW. Service roads would be sited to minimize
disturbance and maximize transportation efficiency. Existing roads, ranch roads, and two-track trails
would be used to the extent possible. Service roads would generally be constructed to the same
specifications and standards as the primary site access road, but would include a 10-foot shoulder on
either side to accommodate a large crane. The wind park perimeter would not be fenced, and access to
public land would not be gated. Primary access to the wind project on private land and trust lands
administered by the ASLD would be via a newly constructed access road for which the ASLD anticipates
issuing a non-exclusive right-of-way for the project, grazing lessees, and private landowners. Access to
certain portions of the wind park on Federal, State, and private land may be restricted for public safety
and project security.

Temporary Water and Power

Water would be required for construction activities during each project phase, including dust control and
preparation of concrete. Water would be sourced from one or more privately owned wells located on
private land within the wind park study area. Approximately 30 to 50 million gallons of water would be
required for a 250 MW phase of construction, with 60 to 100 million gallons of total water required for
full wind park build-out to 500 MW.

Potable water would also be sourced from within the wind park study area from a private landowner and
would be available at the wind park staging area during construction.

There are currently no sources of electricity within the wind park study area. A temporary source of
electricity would be required for construction. Two options are under consideration: 1) on-site
generation, or 2) extending an electrical distribution line along Meteor Crater Road into the wind park
study area across private and State trust lands.

Borrow Pits, Rock Crusher, and Batch Plant

Base material and aggregate required for construction activities including roads, staging areas, WTG
foundations, transmission tie-line structure foundations, operations and maintenance building foundation,
and up to two step-up substations are expected to be sourced from borrow pits located within the wind
park study area on private land. One or more borrow pits would be used; each would be approximately
two to four acres in size.

Materials quarried from each borrow pit would be processed through a portable rock crusher located at
each borrow pit.

One or more portable concrete batch plants would be located within the wind park study area. Each batch
plant would require an area approximately 0.1 acre in size, including an area for the batch plant and
stockpiling of materials such as sand, cement, and water. Batch plants would be used to mix concrete for
use in the WTG foundations, transmission tie-line structure foundations, and other facilities that would
require the use of concrete.

Staging Areas for the Wind Park

Staging areas are typical of construction sites and are temporary use areas used to store and assemble
materials, host office trailers and sanitation stations, and conduct safety meetings. A temporary wind park
staging area would be developed on approximately 8 to 12 acres located within the wind park study area
per project phase. An additional staging area, four to six acres in size, located within the wind park study
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area would be used during access road construction for equipment and employee parking. Staging arecas
would be prepared by clearing and grading as needed. The areas would then be leveled with four to six
inches of gravel.

Construction of Wind Turbine Generators

The construction of each WTG would require an area approximately 2.2 acres in size, each of which
would be located within the wind park study area on private and/or State trust lands. This area would be
cleared with a grader and excavated with a backhoe to prepare for each concrete foundation and to
accommodate the WTG, temporary work areas, and a crane pad.

The components of each WTG would arrive via semi-trailers. If one crane is used at the site, 10 to 13
semi-trailer loads of wind facility components would be transported and offloaded at the project site per
equipment delivery day; if two cranes are used at the site, 20 to 26 trailer loads would be transported and
offloaded per equipment delivery day.

WTG assembly would involve connecting the anchor bolts to the concrete foundation, erecting the tower
and nacelle, assembling and erecting the rotor, connecting the internal cables, and inspecting and testing
the electrical system prior to operation. WTG assembly would be completed using a large crane.

Construction of Electrical Collection System and Communications System

The electrical collection system and communications system would be co-located within the wind park
study area adjacent to the WTG service roads to the extent possible. Up to approximately 241 miles of
34.5-kV collection lines and fiber optic cables are estimated if the project is built out to 500 MW. The
majority of the lines would be underground. The underground lines would be constructed by excavating
trenches to a minimum depth of four feet and a width of one to two feet. If utilized, the overhead lines
would be supported by wooden poles approximately 25 to 30 feet tall and spaced approximately 150 feet
apart. In addition to the fiber optic cables, the communication system may include a microwave tower to
transmit data.

Construction of the Step-Up Substation and Operations and Maintenance Building

Up to two step-up substations would be constructed within the wind park study area, located on an
approximately four-acre parcel with an additional two acres disturbed during construction activities. The
expected location of the step-up substations and operations and maintenance building is depicted on the
preliminary layout plan.

The electricity generated by the wind park would be gathered at the step-up substation where the voltage
would be transformed from 34.5-kV to 345-kV. Construction would involve site grading, installing
gravel material within the fenced area of the substation, constructing concrete foundations for the
transformers and other components within the substation, installing substation equipment, and erecting a
chain-link fence around the substation perimeter for public safety and project security.

The operations and maintenance facility would be constructed within the wind park study area on private
or State trust land, located on an approximately 2.1-acre parcel. Construction of the facility would
include foundation preparation and pouring, framing the structure and roof trusses, installing the outer
siding, installing plumbing and electrical work, and finishing the interior carpentry. Once complete, the
facility would have the appearance of a typical prefabricated steel building.
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Meteorological Towers

Several temporary meteorological (met) towers have been constructed over the past several years to
gather wind data indicating the feasibility of the wind park. These existing towers would remain in place
until construction of the wind park is complete. In addition, up to five additional temporary met towers
could be installed prior to construction to further analyze the wind resource across the wind park study
area. Temporary towers would be decommissioned and removed during the construction process for
wind park phases. Up to 12 long-term or permanent met towers would be used to monitor wind
conditions at the site if the wind park is built out to 500 MW. These met towers would be free-standing
structures, approximately 263 feet tall, and constructed of steel lattice. The permanent towers would be
connected to the facility’s central Supervisory Control and Data Acquisition (SCADA) system. These
towers would be lighted according to Federal Aviation Administration (FAA) requirements for structures
over 200 feet, similar to the WTGs.

Operation and Maintenance of the Wind Park
Wind Park Start-Up

Plant commissioning would follow mechanical completion of the wind park, transmission tie-line, and
switchyard and would begin with a detailed plan for testing and energizing the electrical collection
system, step-up substations, transmission tie-line, and interconnection switchyard in a defined sequence
with lock and tags on breakers to ensure safety and allow for fault detection prior to energizing any
component of the system. Once the step-up substation is energized, feeder lines would be brought on
line. Individual turbines would then be tested extensively and brought on line, one by one.

Wind Park Operating Requirements and Staffing

The wind park would be designed to be in operation 24 hours per day, 365 days per year. The wind park
would be staffed as necessary to provide operational maintenance and environmental compliance support
during core operating hours. The wind park’s central SCADA system would stay online 24 hours per
day, 365 days per year. Operational modifications could be implemented as part of the adaptive
management plan of an Avian and Bat Protection Plan in coordination with U.S. Fish and Wildlife
Service (USFWS) and Arizona Game and Fish Department (AGFD).

Fencing and Security

The wind park perimeter would not be fenced, and access to public land would not be gated. Access to
certain portions of the wind park might be limited for public safety and project security in consultation
with ASLD and the Forest Service. Wind park service roads that do not access public lands might be
gated. A lockable steel door at the base of each WTG would restrict access to authorized personnel only.
If the selected WTG requires a pad-mount transformer, these would be locked. The step-up substations
would be fenced and gated and access would be limited to authorized personnel. Access to the operations
and maintenance facility, met towers, and communications tower would be limited to authorized
personnel.

Wind Park Power

During the operating life of the wind park, electricity for the operations and maintenance facility would
be needed. Once Western’s interconnection switchyard and the wind park’s transmission tie-line and
step-up substation are complete and energized, station power to the wind park facilities would be fed via a
dedicated circuit from the step-up substation.
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Operation of the Communication System

Each turbine would be connected to the SCADA system. The SCADA system would allow for remote
control and monitoring of individual turbines and the wind park as a whole from either the central host
computer or from a remote computer. Any abnormalities or emergencies detected by the system would
initiate a callout sequence, and a maintenance person would be alerted and, if required, dispatched to the
WTG immediately to implement corrective action.

Operation of the WTGs

The wind turbines would be equipped with sophisticated computer control systems to monitor variables
such as wind speed and direction, air and machine temperatures, electrical voltages, currents, vibrations,
blade pitch and yaw angles, etc. The main functions of the control system would include nacelle and
power operations. Aerodynamic brakes and mechanical disk brakes would be installed as security
measures in each WTG. The braking system is designed to be fail-safe, allowing the rotor to shut down
during high wind conditions or in less than five seconds in case of electric power failure. Emergency
stops would be located in the nacelle and in the bottom of the tower.

Typical chemicals would be used during operation and maintenance of WTGs, including anti-freeze
liquid to prevent freezing, gear oil for lubricating the gearbox, hydraulic oil to pitch the blades and
operate the brake, grease to lubricate bearings, and various cleaning agents and chemicals for
maintenance of the turbine.

WTGs would be lighted according to FAA requirements for structures over 200 feet and, if approved, the
FAA would issue a Notice of Determination of No Hazard to Air Navigation per structure. The FAA
would provide an approved lighting plan for perimeter WTGs and select internal WTGs for the final
project layout, per phase, prior to construction. Typically the FAA requires that approximately one-third
of all WTGs in a wind park are lighted. Industry standard lighting is a medium intensity red synchronized
flashing light-emitting diode (LED) obstruction light with a horizontal beam pattern.

Operations and Maintenance Building

The operations and maintenance facility would be located within the wind park study area on private land
or State trust land and would include a main building with an employee work area, spare parts storage,
restrooms, a shop area, outdoor parking facilities, a turn-around area for larger vehicles, and outdoor
lighting. The facility is expected to be fenced and access would be limited to authorized personnel.
During operations and maintenance, water to the facility would be provided by either an existing well or a
new well. Domestic sewage would be treated through a closed septic system. The septic system would
be leach field design, typical to the region and permitted through Coconino County. Facility exterior
lighting would be in conformance with the Coconino County Lighting Ordinance.

Transmission and Extension Tie-lines

The electricity generated by the wind park would be gathered at the step-up substations located within the
wind park where the voltage would be transformed from 34.5-kV to 345-kV. A new 345-kV single-
circuit electrical transmission tie-line would be constructed between the initial wind park step-up
substation and Western’s existing Glen Canyon-Pinnacle Peak No. 1 and No. 2 345-kV transmission
lines. The transmission tie-line would be approximately 15 miles in length, extending 8.5 miles across
Forest Service-managed lands and up to approximately 6.5 miles across State trust and private lands. The
Glen Canyon-Pinnacle Peak 345-kV transmission lines are part of the regional electrical grid. Connecting
into this existing electrical transmission system would allow electricity produced at the wind park to be
sold and used by Arizona and regional utilities.
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The transmission tie-line would include monopole structures, conductors (power lines), and associated
access roads. Structures are expected to be neutral light-grey or off-white steel structures with non-
reflective finishes and would be approximately 120 feet in height and spaced approximately every 1,000
feet. Approximately 80 steel monopole structures would be erected. A minimum 50-year right-of-way
from the Forest Service and ASLD, 200 feet in width, would be acquired for construction, operation,
access, and maintenance. Details of the right-of-way lease and duration would be discussed with
landowners prior to final design. Construction of the transmission tie-line is expected to temporarily
disturb 345 to 413 acres and permanently disturb 19 to 25 acres of land.

An extension tie-line approximately seven miles in length, ranging between 138-kV and 230-kV, would
connect the two step-up substations within the wind park. Pole structures for the extension tie-line would
be 100 to 180 feet in height.

Engineering Surveys for the Transmission and Extension Tie-lines

Pre-construction engineering surveys would be conducted to locate the transmission and extension tie-line
rights-of-way, to identify property boundaries, to provide accurate ground profiles along the transmission
and extension tie-line centerlines, to locate existing structures, and to determine the locations and rough
ground profiles for new service roads. Soils would be tested to determine physical properties, including
the ability to support the proposed structures.

Construction of the Transmission and Extension Tie-lines

Transmission and Extension Tie-lines Mobilization and Staging

Up to three staging areas are planned for the construction of the transmission tie-line with one located
near the switchyard (on Forest Service-managed lands) and one located within the wind park study area
near the step-up substation (on private or State trust land). The staging area near the step-up substation
would also be used for the extension tie-line. A third staging area would be located at a central point
along the transmission tie-line route (on Forest Service-managed lands). Each staging area would be
approximately four acres in size, located adjacent to the tie-line route. Staging areas would be sited to
minimize land disturbance for the transmission tie-line construction.

Construction of Transmission and Extension Tie-line Access Roads

Primary construction and maintenance access to the transmission tie-line would be from either Lake Mary
Road to Forest Service Route (FS) 125 or from the wind park through the primary site access road.
Construction access to the extension tie-line would be from the primary site access road. Access to each
structure location would be required. In order to minimize ground disturbance, existing roads would be
used when possible with new spur roads constructed to the structure sites. When existing roads are
distant from the transmission tie-line, a new access road or spur-road would be established adjacent to the
transmission tie-line within the right-of-way. Typically the roads would be between 12 and 16 feet in
width with a surface that is bladed, compacted, and lightly graveled.

Construction of Transmission and Extension Tie-lines and Temporary Use Areas

A right-of-way, 200 feet in width and extending the length of the tie-line, would be required. The right-
of-way would extend 100 feet to either side of the transmission tie-line structures. An authorization,
which would include use of existing and newly constructed roadways outside of the right-of-way, would
be obtained from the Forest Service and ASLD. If additional areas are needed, they would be identified,
discussed with the appropriate landowner, and all necessary environmental clearances would be
performed. All land rights would be acquired in accordance with applicable laws and regulations
governing acquisition of property rights.
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Structure Installation

Each structure location would be determined and access to the site would be constructed as necessary.
Structures would generally be spaced 1,000 feet apart; however this distance may vary depending on
topography. A foundation would be prepared at each structure site. Each foundation would be excavated
using a power auger or drill. Once the hole is bored, a reinforcing steel cage would be inserted and then
the hole would be filled with concrete to form the foundation. Sections of the new structures and
associated hardware would then be delivered to each structure site by flatbed truck. Erection crews would
use a large crane to position the base section. The base would be secured to the concrete foundation. The
remaining sections of the structure would be lifted into place by the crane and secured.

Installation of Conductors, Insulators, Hardware, and Shield Wires

The conductor is the wire cable strung between the structures on the transmission tie-line through which
the electric current flows. Once all the structures have been erected, the conductor would be put in place
through a process known as “stringing.” Pulling and tensioning sites to conduct this stringing would be
located at each end of the transmission tie-line alignment and at turning structures.

Operation and Maintenance of the Transmission and Extension Tie-lines

The transmission and extension tie-lines would be operated from a remote power control center.
Although the proposed transmission tie-line system would operate at 345-kV, the amount of power
transferred along the conductors would vary depending on seasonal and time-of-day loads, as well as
other system demands. The proposed transmission system would be maintained by monitoring, testing,
and repairing equipment.

Western’s Switchyard

Western’s proposed 345-kV interconnection switchyard would be constructed on an approximately 15-
acre parcel entirely on Forest Service-managed lands, located about three-quarter mile north of FS 125
and generally within the existing rights-of-way of Western’s two 345-kV transmission lines. The
switchyard is expected to be approximately 650 feet wide by 1,000 feet long. The switchyard for this
project would contain power circuit breakers, disconnect switches, steel busses, steel poles, cables,
metering equipment, communication equipment, AC/DC batteries, and other equipment. The switchyard
facilities would be constructed, owned, and operated by Western through an agreement with the Forest
Service.

Pre-construction aerial and/or ground engineering surveys would locate the switchyard property lines and
corners, provide accurate ground profiles, locate structures, and determine the exact locations and rough
ground profiles for new access roads.

The 345-kV switchyard would temporarily require approximately 24 acres during construction and would
permanently disturb about 15 acres. Construction vehicles and equipment that would be needed for the
construction of the switchyard include large cranes, heavy backhoes and earthmovers, large forklifts, and
various power tools. Construction of the switchyard and interconnection facilities would involve several
stages of work including access road construction and/or improvement; grading of the switchyard area;
and construction of foundations for transformers, steel work, breakers, control houses, and other outdoor
equipment.

A temporary staging area would be developed on approximately three to four acres adjacent to the
switchyard site. The staging area would be used for construction safety meetings, to host office trailers,
temporary sanitation stations, parking for equipment, vehicle parking for equipment operators and
construction workers, and staging for limited project components. The staging area would be prepared by
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clearing and grading as needed. The area would then be covered with four to six inches of gravel to
provide a level ground surface.

Primary construction and maintenance access to the switchyard site would come from Lake Mary Road to
FS 125. From FS 125, the switchyard would be accessed via Western’s current easement. An existing
access road within this easement would be improved to allow movement of construction vehicles.
Improvements of Western’s access road would involve vegetation clearing, excavating current
groundcover to a depth of up to 12 inches, and covering the surface with approximately 4 to 6 inches of
aggregate from off-site sources or the borrow pits located in the wind park study area.

Western requires dual and redundant communication with its switchyards. A microwave communication
tower would be installed within the new switchyard to deliver signals to operate switchyard equipment
from control centers and other remote locations and to report metering. A microwave communication
tower approximately 60 feet high would be constructed at the switchyard with a microwave antenna
aimed toward an existing communication link on Mount Elden approximately 25 miles northwest of the
proposed switchyard site.

Western would install four new in-lead dead-end structures to provide a tie with the new switchyard and
the existing Glen Canyon-Pinnacle Peak transmission lines. Each dead-end structure would be a heavy-
duty, galvanized steel monopole structure and provide a tie into the new switchyard. It is envisioned that
the new structures would be located within the existing Glen Canyon-Pinnacle Peak transmission lines
rights-of-way.

Switchyard start-up would follow a detailed plan for testing and energizing the step-up substation,
transmission tie-line, and interconnection switchyard in a defined sequence with lock and tags on breakers
to ensure safety and allow for fault detection prior to energizing any component of the system.
Switchyard start-up would not require any heavy machinery to complete.

During operation of the new switchyard, authorized Western personnel would conduct periodic
inspections and service equipment as needed. Properly trained maintenance personnel would monitor and
manage the use, storage, and replacement of gas-filled breakers to minimize any releases to the
environment. During inspections, equipment would be monitored for detection of leaks and repairs would
be made as appropriate. The switchyard would be designed to operate from a remote location, and no
permanent employees would be required.

ES.3.3 Alternative Transmission Tie-line Corridor

Foresight, in coordination with the Forest Service, has proposed a route for the transmission tie-line to
address potential effects to visual resources and avoid or minimize impacts to other resources. The
alternative tie-line would deviate from Foresight’s proposed tie-line route by approximately one-half mile
to avoid the intersection of FS 125 and FS 82 on Forest Service-managed lands. The wind park and
interconnection switchyard would be located in the same location and constructed in the same manner as
described at Section ES.3.2.

Similar to Foresight’s proposed transmission tie-line, the alternative transmission tie-line would require
approximately 80 structures and would be approximately 15 miles long, extending 8.5 miles across Forest
Service-managed lands and 6.5 miles across State trust and private lands. The alternative action would
result in slightly more ground disturbance than the transmission tie-line associated with Foresight’s
proposed transmission tie-line because it uses fewer existing roads. Ground disturbance for the
alternative action is estimated to be 346 to 414 acres of temporary disturbance (approximately one acre
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more than Foresight’s proposed transmission tie-line) and 20 to 26 acres of permanent disturbance
(approximately one acre more than Foresight’s proposed transmission tie-line).

ES.3.4 No Action Alternative

Under the No Action Alternative, Western would deny the interconnection request and the Forest Service
would not permit facilities to be placed on Forest Service-managed lands. For the purpose of impact
analysis and comparison in this EIS, it assumed that the proposed wind park would not be built and the
environmental impacts, both positive and negative, associated with construction and operation would not
occur.

ES.3.5 Alternatives Considered but Eliminated from Consideration

Five alternatives to the location of the proposed transmission tie-line and switchyard were considered
during scoping. Additionally, an alternative addressing burying the transmission tie-line was considered.
None of the transmission tie-line alternatives were carried forward for consideration based on criteria
including cost, construction feasibility, environmental resource sensitivities, and conformance with
applicable land use plans. Western considered the alternative wind park locations suggested during the
public comment period and determined that the EIS will not fully analyze them because Western’s
authority is whether to interconnect Foresight’s proposed wind park.

ES.4 PUBLIC INVOLVEMENT, CONSULTATION, AND COORDINATION

Interested parties were notified of the proposed project and the public comment opportunity through a
Notice of Intent (NOI) published in the Federal Register on July 24, 2009 (Vol. 74, No. 141, page 36689).
The NOI announced the scoping meetings held in Mormon Lake and Flagstaff, Arizona and the deadline
for submitting comments as August 28, 2009. It included a description of proposed facilities, project
location, how to submit comments and why they are important, and how to contact the lead agency. A
packet of similar information was mailed directly to nearly 400 members of the public on July 20, 2009.
A press release, radio announcements, flyers, newspaper advertisements, an e-mail notice, and Western’s
website provided additional notice and instruction for submitting comments beginning July 22, 2009.

A total of 27 parties submitted 91 specific comments. The issues, concerns, questions, and opportunities
that were identified have shaped development of the EIS. A summary of the issues of concern to
participants is depicted in Figure ES.4-1.
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FIGURE ES.4-1
SUMMARY OF SCOPING COMMENTS RECEIVED
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The Draft EIS was issued in July 2010. The U.S. Environmental Protection Agency (EPA) published a
Notice of Availability (NOA) in the Federal Register on July 23, 2010 (Vol. 75, No. 141, page 43161).
The NOA also announced a 45-day comment period for receipt of comments on the Draft EIS. Locally,
Western published a display ad and Coconino National Forest (Forest) published a legal notice in the
Arizona Daily Sun with the NOA information and announcements of two public hearings held in Mormon
Lake and Flagstaff. Western also provided notification of the issuance of the Draft EIS and the hearings
to entities with email addresses.

Western provided compact discs and/or hard copies of the Draft EIS to 108 agencies, Tribes,
organizations, and individuals. Copies of the Draft EIS were available at the Forest Supervisor’s Office
in Flagstaff, the Flagstaff and Winslow Public Libraries, and Western’s Desert Southwest Regional Office
in Phoenix, Arizona. The Draft EIS was also posted on Western and Forest websites. In response,
Western received 18 comment documents as of September 13, 2010 from which it identified 126
substantive comments related to the proposed project, RPMs, and biological resources, including avian
and bat protection (Figure ES.4-2). Many comments resulted in changes to the Draft EIS in terms of
factual content or analysis.
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FIGURE ES.4-2
SUMMARY OF PUBLIC COMMENTS RECEIVED

Western initiated consultation with tribal governments by letter in October of 2009. Tribes responding to
the request for participation included the Hopi, Zuni, White Mountain Apache, and Tonto Apache tribes

and the Navajo Nation. Tribes provided assistance in evaluating Traditional Cultural Properties (TCPs),
conducting cultural resource surveys, and developing ethnographic studies. The Zuni Historic

Preservation Office produced a report titled Zuni Traditional Cultural Property Assessment and Cultural
Issues Associated with the Proposed Wind Project, Coconino County, Asigbsibmitted the report to
Western in June 2010. Consultation efforts will continue into the construction stages of the proposed
project.

A Programmatic Agreement (PA) was prepared by Western and executed by Western, the Forest Service,
Arizona State Historic Preservation Office (SHPO), and the Advisory Council on Historic Preservation.
In addition, Foresight and Tonto Apache Tribe signed as concurring parties. The PA establishes the area
of potential effect for the proposed project, describes the Class III survey methodology to be used prior to
final engineering design, proposes a treatment plan for identified resources that cannot be avoided,
describes procedures for unanticipated discoveries, sets forth procedures for tribal consultation, and
suggests general mitigation measures.

ES5 SUMMARY OF RESOURCE PROTECTION MEASURES AND POTENTIAL IMPACTS

Construction, operation, and maintenance of the proposed project would have certain impacts, both
beneficial and adverse.

Foresight and agencies have proposed RPMs for each resource area to minimize impacts associated with
construction, operation, and maintenance. Foresight and agencies have committed to these RPMs, and
they are included in the evaluation of environmental impacts. Foresight would follow standard
construction practices, Best Management Practices (BMPs), and RPMs during the construction, operation,
and maintenance of the proposed wind park and transmission tie-line facilities. Some RPMs have been
designed to address the direct and indirect impacts to birds and bats during construction and operation
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based on additional impact assessments and data acquired during actual construction and operation. To
implement the RPMs, an Avian and Bat Protection Plan (ABPP) is being voluntarily developed with
USFWS and AGFD. The ABPP includes components such as additional pre-construction and post-
construction wildlife studies to inform final micro-siting of the initial project phase and monitor
operational impact levels that are based on the Wind Turbine Guidelines Advisory Committee (WTAC)
Tier 4 framework (USFWS 2010). An Adaptive Management protocol would be implemented within the
ABPP whereby iterative decision-making (evaluating results and adjusting actions on the basis of what
has been learned) would be undertaken to reduce or avoid impacts to biological resources if post-
construction monitoring demonstrates that impacts are greater than anticipated.

Western and the Forest Service do not have jurisdiction over the siting, construction, or operation of the
proposed wind park, so their proposed RPMs apply to the proposed switchyard (Western) and the
proposed switchyard and transmission tie-line (Forest Service). The Forest Service has proposed certain
measures that would be binding on Foresight for the proposed transmission tie-line and on Western for its
proposed switchyard, if adopted by the Forest Service. In addition, Western requires its construction
contractors to implement standard environmental protection provisions. These provisions are provided in

Western’s Construction Standard 13 (Appendix A.1) and would be applied to the proposed switchyard.
Specific BMPs that the Forest would require address soil and water resources and invasive species
management for the proposed transmission tie-line and switchyard.

Western, the Forest Service, and Foresight are among the signatories to the PA and are required to
comply with the National Historic Preservation Act and thus would abide by the provisions in the PA
addressing effects to properties on or eligible for listing to the National Register of Historic Places

(NRHP).

Table ES.5-1 summarizes the environmental resources components evaluated and the environmental
impacts of the proposed project, alternative transmission tie-line, and no action alternative.

TABLE ES.5-1

COMPARISON OF EFFECTS TO RESOURCES FOR ALTERNATIVES

Proposed Wind Park (500 MW),

Proposed Wind Park (500 MW),
Alternative Transmission Tie-

wind project would result in a
permanent conversion of 591-627
acres of land from grazing to other use.
Approximately 97 percent of the wind
park site area would remain available
for grazing per phase.

Transmission Tie-line, and line Corridor, and Western’s No Action
Resource Western’s Proposed Switchyard |Proposed Switchyard Alternative
Land Use Development of the up to 500 MW Development of the up to 500 MW [Would result in

wind project would result in a
permanent conversion of 592—-628
acres of land from grazing to other
use, slightly more than under the
proposed wind park, tie-line, and
Western’s proposed switchyard.
Impacts would not be noticeably
different than those described under
the proposed wind park, transmission
tie-line, and Western’s proposed

switchyard.

no change to
existing land
uses.
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TABLE ES.5-1

COMPARISON OF EFFECTS TO RESOURCES FOR ALTERNATIVES

Proposed Wind Park (500 MW),

Proposed Wind Park (500 MW),
Alternative Transmission Tie-

Transmission Tie-line, and line Corridor, and Western’s No Action
Resource Western’s Proposed Switchyard |Proposed Switchyard Alternative
Biological Construction of the wind park is Construction of the wind park is Would have no
Resources expected to temporarily disturb 2,050 [expected to temporarily disturb effect to

2,193 acres and permanently disturb ~ [2,050-2,193 acres and permanently |biological

555-570 acres of scrub-shrub, disturb 555-570 acres of scrub-shrub, |resources.

grassland, and a small amount (less
than 2 percent) of evergreen forest.
Construction of the transmission tie-
line and switchyard is expected to
temporarily disturb 345-413 acres and
permanently disturb 19-25 acres of
grassland, pinyon-juniper woodland,
and a small amount (less than 3
percent) of ponderosa pine forest.
Landcover types and habitats found
within the wind park study area and
adjacent to the transmission tie-line
and switchyard are not unique to the
surrounding landscape or region.

grassland, and a small amount (less
than 2 percent) of evergreen forest.
Construction of the alternative tie-
line and switchyard is expected to
temporarily disturb 346-414 acres
(approximately 1 acre more than
Foresight’s proposed transmission
tie-line alignment) and 20-26 acres of
permanent disturbance (less than 1
acre more than Foresight’s proposed
tie-line alignment). The alternative
tie-line route would affect open
grassland.

Impacts to special status species;
birds, raptors, and bats; and big game
would not be noticeably different
than those under the proposed wind
park, transmission tie-line, and
Western’s proposed switchyard.
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TABLE ES.5-1

COMPARISON OF EFFECTS TO RESOURCES FOR ALTERNATIVES

Resource

Proposed Wind Park (500 MW),
Transmission Tie-line, and
Western’s Proposed Switchyard

Proposed Wind Park (500 MW),
Alternative Transmission Tie-
line Corridor, and Western’s
Proposed Switchyard

No Action
Alternative

Biological
Resources
(continued)

Special status plant species have
highly restricted distributions and very
specific habitat requirements and are
not expected to occur within the wind
park study area based on either an
absence of habitat, range, or
distribution. Canyon bottoms
containing riparian areas, deciduous
woodlands, wetlands, or waterbodies
may support wetland and mesic plant
species would be mostly avoided by
wind park facilities. Federally-listed
Mexican spotted owls are known to
occur in the Forest in the vicinity of
the transmission tie-line, and while the
species move through the area, suitable
nesting habitat is not present within or
immediately adjacent to the proposed
transmission tie-line evaluation area.
The USFWS provided comments to
the Draft EIS stating that the
Federally-listed Mexican gartersnake
and Chricahua leopard frog are not
believed to occur or be affected by the
project.

Implementation of these RPMs during
construction and operation of the wind
park facilities would minimize impacts
to these species.

Construction and operation of the
proposed project may result in direct
impacts to the birds, raptors, and bats
through collision and/or electrocution
with the wind turbines and power
lines. RPMs include additional pre-
construction surveys, preparation of an
ABPP, constructing outside of bird
nesting season or nest area avoidance,
adherence to the Avian Power Line
Interaction Committee suggested
practices for avian protection on power
lines, and formal post-construction
monitoring study designed to estimate
and address avian and bat mortality.
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TABLE ES.5-1

COMPARISON OF EFFECTS TO RESOURCES FOR ALTERNATIVES

Resource

Proposed Wind Park (500 MW),
Transmission Tie-line, and
Western’s Proposed Switchyard

Proposed Wind Park (500 MW),
Alternative Transmission Tie-
line Corridor, and Western’s
Proposed Switchyard

No Action
Alternative

Biological
Resources
(continued)

Construction activities may cause
short-term impacts to big game such as
antelope, mule deer, and elk
populations. Big game behavior and
movement throughout the area of
potential disturbance may be affected,
but operation of project facilities is not
expected to have long-term impacts on
big game behavior or movement
patterns. Population trends and habitat
viability associated with these species
would not be impacted by construction
and operation of the wind park,
transmission tie-line, and switchyard.

Cultural Resources

Would directly disturb between 2,419—
2,630 acres of land within areas known
to have been used prehistorically and
historically. Research identified 678
previously recorded cultural resources
within the cultural resources
evaluation area for the proposed
project facilities. Twenty-four of the
sites potentially occur within 100 feet
of the wind park study area,
transmission tie-line, and/or
switchyard. Of the 24 sites identified
during the background research, 4 of
these are recommended as eligible for
listing on the NRHP. The preliminary
layout plan for the primary access road
was prepared to avoid impact to these
sites. Western would consult with the
signatories to the PA to determine the
NRHP eligibility for 12 newly
recorded sites and seven rock cairns
based on the Class III pedestrian
surveys completed for the proposed
project. Of the 12 newly recorded
sites, 9 are associated with the
proposed transmission tie-line and 3
sites and rock cairns are associated
with the proposed primary site access
road. The preliminary layout plan for
the proposed access road was prepared
to avoid impacts to those sites and rock
cairns.

Would directly disturb between
2,420-2,631 acres of land within
areas known to have been used
prehistorically and historically,
slightly more than the proposed wind
park, transmission tie-line, and
Western’s proposed switchyard.
Impacts would not be noticeably
different than those under the
proposed wind park, transmission tie-
line, and Western’s proposed
switchyard.

Would have no
effect on
cultural
resources.
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TABLE ES.5-1

COMPARISON OF EFFECTS TO RESOURCES FOR ALTERNATIVES

Proposed Wind Park (500 MW),

Proposed Wind Park (500 MW),
Alternative Transmission Tie-

Transmission Tie-line, and line Corridor, and Western’s No Action

Resource Western’s Proposed Switchyard |Proposed Switchyard Alternative

Cultural Resources [ The development of wind park and

(continued) transmission tie-line facilities may also
indirectly impact areas of interest to
Native Americans such as sacred
areas, or areas used for collecting
traditional resources such as birds and
medicinal plants. Visual impacts on
significant cultural resources such as
sacred landscapes, historic trails, and
viewsheds from other types of historic
properties (e.g., homes and bridges)
may also occur. In addition, there may
be visual impacts on TCPs because the
visible wind turbines may be perceived
as an intrusion on a sacred or historic
landscape that could result in a
significant adverse effect to these
TCPs.

Geology and Soils [Would temporarily disturb between Would temporarily disturb between |Would have no
2,419-2,630 acres of land and would [2,420-2,631 acres of land and would |effect on
permanently remove vegetation from |permanently remove vegetation from |geology and
and alter the surface of 591-627 acres |and alter the surface of 592—628 acres |soils.
of land. This would result in increased |of land. Impacts would be slightly
erosion and the permanent loss of greater than those described under the
soils. proposed wind park, transmission tie-

line, and Western’s proposed
switchyard because the transmission
tie-line associated with the alternative
action requires a new access road
across moderately erosive soils that
are difficult to revegetate.
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TABLE ES.5-1
COMPARISON OF EFFECTS TO RESOURCES FOR ALTERNATIVES
Proposed Wind Park (500 MW),
Proposed Wind Park (500 MW), |Alternative Transmission Tie-
Transmission Tie-line, and line Corridor, and Western’s No Action

Resource Western’s Proposed Switchyard |Proposed Switchyard Alternative

Air Quality Air quality impacts would be minimal, [ Would be the same as the proposed |Would have no
generally resulting from emissions and [wind park, transmission tie-line, and |effect on air
fugitive dust from equipment and Western’s proposed switchyard. quality.
vehicle operations during construction.

Air quality impacts would be greatest
during the construction period with
fugitive dust emissions primarily from
earthmoving, construction vehicle
exhaust emission, and fugitive and
point sources associated with the
concrete batch plant. Operational
impacts would be minimal because
WTGs do not have emissions. There
are emissions and dust associated with
maintenance vehicle traffic.

RPMs have been identified to further
reduce the effects to air quality and
there would be no measurable impact.

Water Resources |Construction would require Construction and operations would |Would have no
approximately 307 acre-feet of require the same amount of water as |effect on water
groundwater if the wind park is built  [the proposed wind park, transmission |resources.
out to 500 MW. Operations would tie-line, and Western’s proposed
require a negligible amount of water. |switchyard. Between 2,420-2,631
Soil erosion and sedimentation would |acres of land would be disturbed
increase as a result of the temporary  |temporarily and 592—628 acres of
disturbance of between 2,419-2,630  [land would be permanently disturbed
acres of land as would the permanent |resulting in erosion and
disturbance and removal of vegetation |sedimentation. Impacts to
from 591-627 acres of land. Potential |preliminary jurisdictional washes
impacts to waters of the U.S. or would not be noticeably different
wetlands identified by the Forest than those described under the
Service could result from construction, [proposed wind park, transmission tie-
operation, and maintenance of the line, and Western’s proposed
proposed wind park and transmission |switchyard.
tie-line. Potential impacts include
placement of fill or removal of
materials and vegetation; altered flows
or sediment transport; spills of
contaminating materials; increased
scour and erosion downstream; and
construction of diversions, culverts,
and below grade utility structures.
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TABLE ES.5-1

COMPARISON OF EFFECTS TO RESOURCES FOR ALTERNATIVES

Proposed Wind Park (500 MW),

Proposed Wind Park (500 MW),
Alternative Transmission Tie-

Transmission Tie-line, and line Corridor, and Western’s No Action

Resource Western’s Proposed Switchyard |Proposed Switchyard Alternative

Water Resources | Approximately 262 miles of potential

(continued) jurisdictional waters have been
observed in the up to 500 MW wind
project study area. The impact of the
initial phase is expected to affect
approximately one-half acre for the
initial phase study area, subject to
USACE determination. Preliminarily,

a similar impact for the build-out
phase(s) study area in anticipated, also
subject to USACE determination. It is
expected through avoidance of features
identified as jurisdictional waters of
the U.S. to the extent practicable and
through implementation of RPMs and
other best management practices, to
reduce impacts to jurisdictional
features to the least environmentally
damaging approach that can be
achieved as required through the Clean
Water Act Section 404 permitting
process.

Socioeconomics |Would result in the employment of Would be the same as the proposed | Would not
approximately 400 workers directly, or [wind park, transmission tie-line, and |realize the
through local or regional construction |Western’s proposed switchyard. economic
and service contract firms, during objectives of
construction and between 1740 the Diablo
workers during regular operations for a Canyon Rural
typical 500 MW wind park. This Planning Area
would lead to a slightly greater since no
demand on public facilities, including similar
schools. Vacancy rates in housing economic
units in the region suggest capacity is development
available for this level of employment. proposals are
In addition, the project would create a currently under
supplemental source of revenue to consideration.
ranchers and State trust land
beneficiaries and provide new tax
revenues to the County and State.

Environmental Would result in additional employment | Would be the same as the proposed |Would have no

Justice opportunities and tax revenue that wind park, transmission tie-line, and |effect on
would benefit directly or indirectly Western’s proposed switchyard. environmental
persons living below the Federal justice,
poverty level. beneficial or

otherwise.
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TABLE ES.5-1

COMPARISON OF EFFECTS TO RESOURCES FOR ALTERNATIVES

Proposed Wind Park (500 MW),

Proposed Wind Park (500 MW),
Alternative Transmission Tie-

Transmission Tie-line, and line Corridor, and Western’s No Action
Resource Western’s Proposed Switchyard |Proposed Switchyard Alternative
Transportation Would result in a short-term (12—18 Would be the same as the proposed |Would have no

months per wind park phase) increase |wind park, transmission tie-line, and |effect on

in construction related traffic of over [Western’s proposed switchyard. transportation.

400 two-way vehicle trips each day Impacts would be proportionally

during peak construction activity on I- |reduced for project phases.

40 and Meteor Crater Road and

approximately 25 two-way vehicle

trips each day on Lake Mary Road and

FS 125. It would result in a minimal

long-term increase in vehicular traffic

on [-40 and Meteor Crater Road.

Impacts would be proportionally

reduced for project phases.
Health, Safety, and [ Would create minimal occupational Would be the same as the proposed |Would have no
Security hazards, public safety, and wind park, transmission tie-line, and |effect on health

environmental hazards during Western’s proposed switchyard. and safety.

construction and operations.
Noise Construction equipment would elevate [Would be the same as the proposed | Would have no

ambient noise levels substantially over
the short-term (12—18 months per wind
park phase) during certain construction
activities, but operations would result
in a minimal increase in ambient noise
levels that would dissipate over a short
distance.

wind park, transmission tie-line, and
Western’s proposed switchyard.

effect on noise.

Visual Resources

Would result in a visual contrast by
introducing contrasting elements of

Effects would generally be the same
as those described under proposed

Would have no
effect on visual

form, line, and color. In addition, the [wind park, transmission tie-line, and |resources.
proposed transmission tie-line would |Western’s proposed switchyard
result in a Visual Quality Objective of |except the tie-line would be routed to
Modification within an area on Forest |avoid the more sensitive area (Partial
System-managed lands for a Visual Retention) on Forest System-
Quality Objective of Partial Retention. [managed lands.
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CHAPTER 1: PURPOSE AND NEED

1.1 INTRODUCTION

This Final Environmental Impact Statement (EIS) has been prepared to analyze the potential
environmental consequences related to a wind energy generating facility’s interconnection with Western
Area Power Administration’s (Western) electrical transmission system and the U.S. Department of
Agriculture, Forest Service (Forest Service), Coconino National Forest’s (the Forest) authorization of a
special use permit to construct and operate an electrical transmission tie-line and switchyard on Federal
land to support the wind energy generating facility.

Foresight Flying M, LLC (Foresight) proposes the development of the Grapevine Canyon Wind Project in
Coconino County, near Flagstaff, Arizona (Figure 1.1-1). The project would be located on Federal, State
trust, and private land and would include three main components: 1) a wind energy generating facility up
to 500 megawatts (MW); 2) a 345-kilovolt (kV) electrical transmission tie-line; and 3) a 345-kV electrical
interconnection switchyard with facilities that would be owned and operated by Western. The wind
generation component would be constructed on private land and State trust land administered by the
Arizona State Land Department (ASLD). The electrical transmission tie-line and interconnection
switchyard would be located on lands administered by the Forest Service. Construction is expected to
begin in 2012. The wind energy generating facility may be built in two or more phases over a period of
years with an initial construction schedule for the first phase between 12-18 months.

Foresight has applied to Western to interconnect the proposed wind energy generating facility to
Western’s power transmission system on its Glen Canyon-Pinnacle Peak 345-kV No. 1 and No. 2
transmission tie-lines. Western would construct the 345-kV interconnection switchyard within an area
adjacent to the Glen Canyon-Pinnacle Peak transmission tie-lines.

Additionally, Foresight has applied to the Forest Service for a special use permit authorizing a 200-foot-
wide right-of-way to accommodate the construction and operation of a new 345-kV electrical
transmission tie-line. In addition, Western would apply to the Forest Service for authorization to
construct and operate the proposed switchyard if the interconnection request is approved.

The project requires an environmental review under the National Environmental Policy Act (NEPA),
because the permitting of the transmission tie-line and construction and operation of an electrical
switchyard on Federal land under the jurisdiction of the Forest Service is a Federal action. In addition,
the project requires the preparation of an EIS because of Western’s interconnection requirements.
Western is the lead Federal agency for this project, and the Forest Service and ASLD are cooperating
agencies. The scope of the review for this EIS includes all proposed project components of the up to 500
MW wind project and related infrastructure.

1.2 PURPOSE AND NEED
1.2.1 Foresight’s Purpose and Need

Nearly three-quarters of electricity produced in the United States comes from fossil fuels (Figure 1.2-1).
However, in recent years, the majority of states in the southwest have passed regulations or guidelines
that require utilities to generate a specific percentage of their energy portfolio from renewable resources
such as wind, solar, biomass, and geothermal.
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The Arizona Corporation Commission (ACC) adopted new Renewable Energy Standard and Tariff rules
in 2006. The ACC'’s order was endorsed by the Arizona Attorney General’s Office in 2007 as Arizona
Administrative Code, Article 18, Rules R14-2-1801 through R14-2-1815 requiring public utilities in
Arizona to provide 15 percent of their retail electricity from renewable energy sources by 2025. Other
states in the western U.S. have similar portfolio standards ranging up to 33 percent in California. A

summary of these requirements by State is included in Table 1.2-1.

TABLE 1.2-1
SUMMARY OF RENEWABLE ENERGY PORTFOLIO BY STATE
State Percentages of Energy Portfolio Generated from Renewable Resources Deadline
Arizona 15 % 2025
California 33% 2020
Colorado 30 % 2020
Nevada 25% 2025
New Mexico 20 % 2020
Utah* 20 % 2025
*Voluntary
| | Source: Pew Center 2009
Chapter 1-3
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Utilities in the western United States are seeking renewable energy as an important source of their
generation mix. For example, a leading Arizona utility, through their resource planning process,
anticipates that by 2025 the energy demand from customers will be 50 percent higher than today (Arizona
Public Service 2009). To meet this growing need this utility is looking more and more toward renewable
energy, with potentially 45 percent of this new demand being met by renewable sources. The Western
Governors’ Association has called for dramatic increases in energy produced by renewable resources in
order to address climate change impacts and support workforce development and clean energy jobs
(Western Governors’ Association 2007).

The Western Governors’ Association and other western State programs and initiatives have also identified
an increasing concern between energy use and development and water resources. Sandia National
Laboratory, for example, states that

...continued security and economic health of the United States depends on a sustainable
supply of both energy and water. These two critical resources are inextricably and
reciprocally linked; the production of energy requires large volumes of water while the
treatment and distribution of water is equally dependent upon readily available, low-cost
energy. The nation's ability to continue providing both clean, affordable energy and
water is being seriously challenged by a number of emerging issues™ (Sandia National
Laboratories 2007).

Energy produced by wind requires the least amount of water among conventional and renewable energy
resources.

Foresight would like to construct and operate a utility scale wind energy generating facility that is tied
into the regional grid so that the energy produced can be marketed to utility companies in Arizona and
other western States to meet their State portfolio standards and energy requirements. Foresight’s
objectives include the following:

< To construct, own, operate, and maintain an efficient, economic, and reliable, utility scale wind
generating facility that would help achieve State and/or regional renewable energy standards.
< To develop the wind energy generating facility on a site with an excellent wind resource.

e To interconnect to an electrical transmission system with available capacity that ties into the
regional electric grid.

* To be consistent with the goals of the American Recovery and Reinvestment Act of 2009, which
seeks to support home-grown renewable energy for economic recovery.

» To be consistent with Federal, Western Governors’ Association, State and local goals for clean
renewable energy and sustainable economic development.

1.2.2 Federal Agencies Purpose and Need

1.2.2.1 Western Area Power Administration

Foresight requests to interconnect its proposed Project with Western’s electrical transmission system.
Western’s purpose and need is to approve or deny the interconnection request in accordance with its Open
Access Transmission Service Tariff (Tariff) and the Federal Power Act, as amended.

Under the Tariff, Western offers capacity on its transmission system to deliver electricity when capacity is
available. The Tariff also contains terms for processing requests for the interconnection of generation
facilities to Western’s transmission system. The Tariff substantially conforms to Federal Energy
Regulatory Commission (FERC) final orders that provide for non-discriminatory transmission system
access. Western originally filed its Tariff with FERC on December 31, 1997, pursuant to FERC Order
Nos. 888 and 889. Responding to FERC Order No. 2003, Western submitted revisions regarding certain
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Tariff terms and included Large Generator Interconnection Procedures (LGIP) and a Large Generator
Interconnection Agreement in January 2005. In response to FERC Order No. 2006, Western submitted
additional term revisions and incorporated Small Generator Interconnection Procedures and a Small
Generator Interconnection Agreement in March 2007. Western’s most recent Tariff revisions were filed
in September 2009 to address FERC Order No. 890 requirements along with revisions to existing terms.
In December of 2010 FERC issued an order granting Western’s request for Declaratory Order subject to
Western making a future compliance filing, which was ultimately approved by FERC in April of 2011.

In reviewing interconnection requests, Western must ensure that existing reliability and service is not
degraded. Western’s LGIP provides for transmission and system studies to ensure that system reliability
and service to existing customers are not adversely affected by new interconnections. These studies also
identify system upgrades or additions necessary to accommodate the proposed project and address
whether the upgrades/additions are within the project scope.

1.2.2.2 U.S. Department of Agriculture, Forest Service, Coconino National Forest

In addition to the request for interconnection, Foresight has applied to the Forest Service for a special use
permit for an electrical transmission tie-line which is located on Forest Service-managed lands. Western
would apply for authorization from the Forest Service to construct the switchyard if the interconnection
request is approved. The Forest Service is authorized to issue special use permits under the Federal Land
Policy and Management Act. Consideration of special use requests are based on direction contained in 36
Code of Federal Regulations (CFR) 251, Subpart B, including screening criteria that address consistency
with policies and land management plans.

In order to provide an interconnection with Western’s electrical transmission system, the switchyard and
the transmission tie-line would be located on Forest Service-managed lands, because the existing Western
Glen Canyon-Pinnacle Peak 345-kV transmission tie-lines are located on Forest Service-managed lands.
The special use permits would authorize Foresight and Western to construct, operate, and maintain the
transmission tie-line and switchyard, respectively, on Forest Service-managed lands.

In addition, the Coconino National Forest Land Management Plan (Forest Plan) provides direction that
the Forest Service must “evaluate requests for transmission corridors based on public need, economics,
and environmental impacts of the alternatives” (Forest Service, Southwestern Region 1987). This Final
EIS will fulfill the need to evaluate the environmental impacts of the proposed transmission tie-line.

Finally, a Memorandum of Understanding (MOU) among several Federal agencies, including the U.S.
Department of Agriculture (USDA) and the U.S. Department of Energy (DOE), provides direction for
efficient coordination of Federal agency review of electric transmission facilities on Federal land
(October 23, 2009). The MOU is intended to “expedite the siting and construction of qualified electric
transmission infrastructure” and provides direction for the Forest Service to work cooperatively with the
DOE to efficiently permit appropriate transmission projects on public lands. Western has a site specific
MOU with the Forest for existing facilities that would provide the framework for these new facilities.

1.3 STATUTORY, REGULATORY, AND POLICY AUTHORITY

1.3.1 Conformance with Forest Service Land and Resource Management Plan

The proposed project is in conformance with the Forest Plan of the Forest as discussed in Section 3.1.1.2.
The current Forest plan is available online at http://www.fs.fed.us/r3/coconino/projects/plan-
revision/1987_cnf_forest_plan_as_amended.pdf. The project is also in conformance with the language of
the proposed action for the revised Forest Plan, which is located online at:
http://www.fs.fed.us/r3/coconino/projects/plan-revision/documents/drafts-revised.shtml.
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1.3.2 Federal and State Authorities

Foresight would adhere to all applicable federal and state laws and regulations guiding the actions of all
entities involved in permitting the project as summarized below and in Table 1.3-1.

1.3.2.1 Arizona Corporation Commission

The ACC has jurisdiction over the siting of transmission tie-lines over 115-kV and thermal generating
power plants within the State of Arizona. Foresight would obtain a Certificate of Environmental
Compatibility (CEC) through the ACC for the transmission tie-line. If granted, the CEC would authorize
construction of the 345-kV transmission tie-line under Arizona rules and regulations. The wind energy
generating facility would not require a CEC since wind energy is not thermal generation. The
interconnection switchyard would not require a CEC since Western, a Federal entity, would design,
construct, and own the switchyard.

1.3.2.2 Migratory Bird Treaty Act

The Migratory Bird Treaty Act (MBTA) (16 U.S.C. 703-712) implements four treaties that provide for
international protection of migratory birds. The MBTA prohibits taking, killing, possession,
transportation, and importation of migratory birds, their eggs, parts, and nests, except when specifically
authorized by the Department of Interior. Unlike the Endangered Species Act (ESA), neither the MBTA
nor its implementing regulations at 50 CFR Part 21, provide for permitting of “incidental take” of
migratory birds.

1.3.2.3 Bald and Golden Eagle Protection Act and Eagle Conservation Plans

The Bald and Golden Eagle Protection Act (BGEPA) (16 U.S.C. 668-668c), enacted in 1940 and
amended several times since then, prohibits anyone from “taking” bald eagles, including their parts, nests,
or eggs without a permit issued by the Secretary of the Interior. BGEPA provides criminal penalties for
persons who “Take, possess, sell, purchase, barter, offer to sell, purchase or barter, transport, export or
import, at any time or any manner, any bald eagle ... [or any golden eagle], alive or dead, or any part,
nest, or egg thereof.” BGEPA defines “take” as “Pursue, shoot, shoot at, poison, wound, kill, capture,
trap, collect, molest or disturb.” “Disturb” is generally understood to mean

To agitate or bother a bald or golden eagle to a degree that causes, or is likely to cause,
based on the best scientific information available, 1) injury to an eagle, 2) a decrease in
its productivity, by substantially interfering with normal breeding, feeding, or sheltering
behavior, or 3) nest abandonment, by substantially interfering with normal breeding,
feeding, or sheltering behavior.

In addition to immediate impacts, the definition above also covers impacts that result from human-
induced alterations initiated around a previously used nest site during a time when eagles are not present,
if, upon the eagle's return, such alterations agitate or bother an eagle to a degree that interferes with or
interrupts normal breeding, feeding, or sheltering habits and causes injury, death, or nest abandonment. A
violation of BGEPA can result in a fine of $100,000 ($200,000 for organizations), or imprisonment for
one year, or both, for a first offense. Penalties increase substantially for additional offenses, and a second
violation of BGEPA is a felony.

Under BGEPA, the U.S. Fish and Wildlife Service (USFWS) published a final rule called the Eagle
Permit Rule (50 CFR 22.26) on September 11, 2009. The regulation authorizes the limited issuance of
permits to take bald and golden eagles “‘for the protection of... other interests in any particular locality””
where the take is compatible with the preservation of the bald eagle and the golden eagle, is associated
with and not the purpose of an otherwise lawful activity, and cannot practicably be avoided. The Draft
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Eagle Conservation Plan Guidance explains the USFWS approach to issuing programmatic eagle take
permits under this authority, and provides guidance to permit applicants (project proponents), USFWS
biologists, and biologists with other jurisdictional agencies on the development of draft Eagle

Conservation Plans (ECPs) to support permit issuance. EPCs provide a means of compliance with the

BGEPA.
TABLE 1.3-1
SUMMARY OF KEY AUTHORIZATIONS AND APPROVALS
Entity Regulation and/or Authorization
FEDERAL

Western Area Power Administration

National Environmental Policy Act lead; Section 106 National
Historic Preservation Act lead; Section 7 Endangered Species
Act lead

U.S. Department of Agriculture, Forest Service

National Environmental Policy Act cooperating agency; Federal
Land Policy and Management Act for rights-of-way; 36 CFR 251
Subpart B, Special Uses Regulations; National Forest
Management Act, consultation with other Federal agencies for
Endangered Species Act and National Historic Preservation Act

Federal Aviation Administration

Determination of No Hazard Air Navigation Permits; Notice of
Proposed Construction or Alteration Application; Lighting Plan
in compliance with Federal Aviation Administration Advisory
Circular 70/7460-1K. 7460-2 Notice of Structures Reaching Full
Height

U.S. Army Corps of Engineers

Clean Water Act Section 404

U.S. Department of Commerce/National
Telecommunication Information Administration
(NTIA)

Licensed Microwave Study; NTIA, Office of Spectrum
Management Notification

U.S. Fish and Wildlife Service

Section 7 Endangered Species Act, Migratory Bird Treaty Act,
and the Bald and Golden Eagle Protection Act

STATE

Arizona Corporation Commission

Certificate of Environmental Compatibility for Transmission
Tie-line

Arizona Department of Agriculture

Native Plant Law; Notice of Intent to Clear Land

Arizona Department of Environmental Quality

Clean Water Act Section 402; Arizona Pollution Discharge
Elimination System Permit; Air Quality Permit (batch plant, rock
crusher); Other permits as required

Arizona Department of Transportation

Oversize/Overweight Load Permit

Arizona State Historic Preservation Office

Section 106 National Historic Preservation Act (consultation and
concurrence)

Avrizona State Land Department

Special Land Use Permit and Development/Energy Production
Right-of-Way

LOCAL

Coconino County

General Plan Conformance/Conditional Use Permit; Other
ministerial permits as required

Private Landowners

Property easements/leases

Grapevine Canyon Wind Project — Final Environmental Impact Statement

Chapter 1-7




14 SUMMARY OF PUBLIC AND AGENCY SCOPING AND DRAFT EIS COMMENTS

Interested parties were notified of the proposed project and the public comment opportunity through a
Notice of Intent (NOI) published in the Federal Register on July 24, 2009 (Vol. 74, No. 141, page 36689).
The NOI announced the scoping meetings held in Mormon Lake and Flagstaff, Arizona, and the deadline
for submitting comments as August 28, 2009. It included a description of proposed facilities, project
location, how to submit comments and why they are important, and how to contact Western. A packet of
similar information was mailed on July 20, 2009 directly to nearly 400 members of the public including
nearby landowners, previously-identified stakeholders, tribes, government officials, and agencies. A
press release, radio announcements, flyers, newspaper advertisements, an e-mail notice, and Western’s
website provided additional notice and instruction for submitting comments beginning July 22, 2009.

A total of 27 parties participated in scoping and submitted 91 specific comments. Comments were
received from individuals, businesses, Federal and State agencies, and a nonprofit organization. The
issues, concerns, questions, and opportunities that were identified have shaped development of the Final
EIS. A summary of the issues of concern to participants is included in Figure 1.4-1. Comments are
summarized in Table 1.4-1. The Scoping Summary Report is included in Appendix B.1.

FIGURE 1.4-1
SUMMARY OF SCOPING COMMENTS RECEIVED
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TABLE 1.4-1
SUMMARY OF PUBLIC AND AGENCY SCOPING CONDUCTED FOR THE DRAFT EIS
Issue/Comment Section Where Scoping
Tvoe Comment Summary Issue is Addressed in
yp the EIS
Project « Details on the wind turbines, meteorological towers, and roads
. . 2.2,3.9
Description should be discussed.
e Anunderground electrical transmission tie-line should be
considered.
Alternatives . The_tra}nsmlssmn tl_e-llne and turbines should be sited in order to 22,26
minimize ground disturbance.
< The output of the wind generation facility should be increased
through the use of a greater number of wind turbines.
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TABLE 14-1
SUMMARY OF PUBLIC AND AGENCY SCOPING CONDUCTED FOR THE DRAFT EIS

Issue/Comment Section Where Scoping

Tvoe Comment Summary Issue is Addressed in
yp the EIS
< Following construction, all disturbed areas not essential to
Mitigation maintenance and operation should be recontoured and revegetated |2.2, 2.7
with native vegetation.
Process . The Arizona Game and Fish Department would like to participate 59
in the NEPA process.
Ground e What is the amount of ground disturbance that will be associated
. . . 2.2
Disturbance with the project?
Cultural e How are tribes being involved in the project?
Resources = The areais rich in cultural resources and these should be located, |1.3,2.7,3.3,5.6

documented, and protected.
e Low level aerial flights occur in the area and aircraft safety should 222739 310
be considered in the design of the project. e
« Will the project area be open to the public and will hunting be
Land Use allowed? 27,31
» Address the proximity of the project to nearby landowners.
e Transporting heavy equipment and materials will create
vibrations, which is a cause for concern.
e The noise generated by the wind turbines should be discussed 2.2,2.7,39,3.11
relative to ambient noise levels.
< How will the noise generated by the wind turbines be mitigated?
e Western should look at the specific impacts this project would
have on existing customers and agreements.

Health and Safety

Noise and
Vibration

Socioeconomic | | Benefits of the project should be considered. 2.1,3.7,39
< Who will pay to maintain public roads used by the project?
Transportation e The site is not easily accessible to heavy construction equipment 22,2739

and materials. How will the site be accessed?

< Wildlife species inhabiting the area should be studied, and impacts
to these species should be considered, in particular pronghorn, elk,
deer, bats, and birds.

e Measures should be taken through design and siting to minimize |2.2,2.7,3.2
impacts to wildlife.

» Pre- and post-construction biological monitoring should be
implemented.

e Topographic simulations should be developed to aid in

Visual Resources understanding and visualizing the project. 2.7,3.12

« Measures should be considered to minimize visual impacts.

e Cumulative, direct, and indirect impacts should be considered.

« Western should consider the impacts of this project on existing
agreements, including reliability and operations. 1.2,21,40

e The effects of the Navajo Wind Project on Western’s system
should be considered.

Vegetation and
Wildlife

Cumulative
Effects

1.4.2 Summary of Public, Agency, and Tribal Review of the Draft EIS

Interested parties were notified of the Draft EIS via postcards that were mailed or emailed to
approximately 350 entities prior to the issuance of the Draft EIS to ask if and how they would like to
receive the Draft EIS. Upon issuance of the Draft EIS, the U.S. Environmental Protection Agency (EPA)
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published a Notice of Availability (NOA) in the Federal Register on July 23, 2010 (Vol. 75, No. 141,
page 43161). The NOA also announced a 45-day comment period for receipt of comments. Locally,
Western published a display ad and the Forest published a legal notice in the Arizona Daily Sun with the
NOA information and announcements of two public hearings held on August 17 and 18, 2010, in
Mormon Lake and Flagstaff, respectively. Western also provided notification of the issuance of the Draft
EIS and the hearings to entities with email addresses. Compact discs and/or hard copies of the document
were mailed to 108 agencies, Tribes, organizations, and individuals. Copies of the Draft EIS were also
available at the Forest Supervisor’s Office in Flagstaff, the Flagstaff and Winslow Public Libraries, and
Western’s Desert Southwest Regional Office in Phoenix, Arizona. The Draft EIS was also posted on
Western and Forest websites.

Western received 15 comment documents (letters, emails, comment card, and hearing testimony) as of
September 7, 2011. It received three additional agency documents as of September 13, 2010, and
included these in its review. All materials are indexed in Section 10.1 and reproduced in Section 10.3. In
all, Western identified and bracketed 126 substantive comments (Figure 1.4-2). Western organized the
comments into three broad areas of interest and developed tables with the comments and agency
responses; these are also located in Chapter 10. Subcategories were used to cluster comments with
similar themes (Table 1.4-2). Many comments resulted in changes to the Draft EIS in terms of factual
content or analysis. In these cases, the location of the revision is provided both in a separate column and
within the body of the response.

FIGURE 1.4-2
SUMMARY OF PUBLIC, AGENCY, AND TRIBAL COMMENTS RECEIVED ON THE DRAFT EIS
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TABLE 1.4-2

SUMMARY OF PUBLIC, AGENCY, AND TRIBAL COMMENTS BY THEME

Category

Sub-category

Proposed Project

Project Description (3)
Alternatives (3)

Project Feasibility (1)

Western’s Actions (10)

Site Access (4)

Post Construction Restoration (1)
Decommissioning (3)

Resource Protection
Measures

Scope of Resource Protection Measures (2)
Ground Disturbance (1)

Revegetation (3)

Trench Work (2)

Minimizing Wildlife Impacts (2)
Mortality Mitigation (1)

Migratory Bird Protection (3)

Golden Eagle (5)

Threatened and Endangered Species (1)
Use of Guy Wires (2)

Big Game (3)

Pre-construction Wildlife Surveys and Post-construction Monitoring Studies (11)

Facility Design (6)
Scheduling Construction and Operation (5)

Air Quality

Emissions Analysis (2)
Emissions Mitigation (3)
Climate Change (1)

Biological Resources

Assessment of Impacts (11)

Bats (7)

Raptors and Other Birds of Concern (7)
Big Game (2)

Cultural Resources

Government to Government Consultation (5)
Analysis of Impacts (4)

Visual Resources

Impact to Meteor Crater National Natural Landmark (1)

Water Resources

Wetlands (2)
Waters of the U.S. (7)

Cumulative Effects

Sunshine Wind Project (1)
Golden Eagles (1)

1.4.3 Summary of Tribal Consultation

Western, as the lead Federal agency, is responsible for identifying, evaluating, and assessing effects of
construction and operation of the proposed project on cultural resources in consultation with the Advisory
Council on Historic Preservation, Arizona State Historic Preservation Office (SHPO), affected land-
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managing agencies, and affected Tribal governments. The following tribes have participated in the
consultations with Western and the Forest Service in response to Western invitations:

e Hopi Tribe

e Zuni Tribe

< Navajo Nation

« White Mountain Apache Tribe
e Tonto Apache Tribe

Tribes were invited to provide assistance in evaluating Traditional Cultural Properties (TCPs), conducting
cultural resource surveys, and developing ethnographic studies. In April 2010, representatives from the
Zuni Tribe accompanied by Western archaeologists and one archaeologist from Transcon were flown by
helicopter over the project area and were taken by foot to requested locations of interest adjacent to the
project area. As a result of this field visit, the Zuni Heritage and Historic Preservation Office produced a
report titled Zuni Traditional Cultural Property Assessment and Cultural Issues Associated with the
Proposed Wind Project, Coconino County, Arizona and submitted as a confidential report to Western in
June 2010. Zuni archaeologists also participated in cultural resources pedestrian surveys for the proposed
transmission tie-line and alternative and switchyard on Federal land. Hopi archaeologists participated in
the cultural resources pedestrian surveys for the proposed primary site access road and across Canyon
Diablo on state and private land. Consultation efforts will continue into the construction stages of the
proposed project. Major milestones in the consultation process are included in Table 1.4-3.

A PA was prepared by Western and executed by Western, the Forest Service, Arizona SHPO, and the
Advisory Council on Historic Preservation. Foresight signed the PA as a concurring party. The PA
establishes the area of potential effect for the proposed project, describes the Class 11 survey
methodology to be used prior to final engineering design, proposes a treatment plan for identified
resources that cannot be avoided, and describes procedures for unanticipated discoveries.

TABLE 1.4-3
TRIBAL CONSULTATION MILESTONES

Date Action

October 15, 2009

Government-to-Government consultation letters to Tribal government
representatives

October 27, 2009

Meeting with Tribal representatives

December 03, 2009

Western letter to Tribes requesting review of Draft PA

February 9, 2010

Meeting near Meteor Crater with Zuni, Navajo Nation, and Hopi

April 21, 2010

Meeting with Hopi

April 27-28, 2010

Tribal meetings and field visit with Zuni Tribe

March 24-28, 2010

Cultural Resources survey of transmission tie-line with Zuni archaeologists

August 17, 2010

Western, Foresight, and WEST, Inc. meeting with Hopi

October 27, 2010

PA sent to Concurring Parties, including Tribes, with invitation to sign PA

January 27, 2011

Western/Forest Service Meeting with Hopi Cultural Committee

March 15-18, 2011

Cultural Resources survey of primary access road with Hopi archaeologists

May 3, 2012

Western meeting with Navajo Historic Preservation Department
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CHAPTER 2: PROPOSED ACTION AND ALTERNATIVES

This chapter describes the proposed wind energgrgéng facility, transmission tie-line, and Wester
electrical switchyard and includes information atioaw the location of the wind energy generating
facility was selected, as well as specific detaiflthe site, facilities, construction activitiegtesaccess,

and operation and maintenance activities. Altéveatare also described, including an alternatnging
for the proposed transmission tie-line, no actilberaative, and alternatives considered but elingda A
summary is provided at the end of this chapterimiaot Resource Protection Measures (RPMs) that are
proposed to mitigate associated impacts.

The project is located in Coconino County, Arizoapproximately 18 miles southwest of Winslow and
28 miles southeast of Flagstaff (refer to Figude10).

The scope of the review for this EIS includes atippsed project components of the up to 500 MW wind
project and related infrastructure.

2.1 FEDERAL AGENCY PROPOSED ACTIONS

The proposed Federal actions evaluated in thid Eifaby each of the involved Federal agencies are
specific and limited and are based on the purppdenaed for agency action as described in Section
1.2.2. Proposed actions are as follows:

» Western: To approve Foresight's interconnection to Wessamansmission system on the Glen
Canyon-Pinnacle Peak 345-kV transmission linegdiion which also requires a new Western
switchyard on Forest Service-managed lands. A8hdbe switchyard would be constructed,
owned, and operated by Western, details of theqsegh switchyard are grouped under Section 2.2,
Foresight's proposed project.

» Forest Service To approve Foresight’s special use permit aigiay a 200-foot-wide right-of-way
to accommodate the construction, operation, andte@ance of a portion of a new 345-kVv
electrical transmission tie-line corridor acrospragimately 8.5 miles of Forest Service-managed
lands (see Section 2.2.2 for a detailed descripifdhe proposed transmission tie-line), as well as
an approximately 15-acre parcel to operate andtaiaia new Western switchyard (see Section
2.2.3 for a detailed description of the proposedteical switchyard).

Western's preferred alternative is to approve kgin€s interconnection to Western's transmissi@tesy,
including constructing the new switchyard to accardate the interconnection. The Forest Service
preferred alternative is Foresight's proposed ptoje

The decisions of both Western and the Forest Sewilt be documented in separate Records of Datisio
(RODs) and published in the Federal Register.

2.1.1 Western System Modifications

In response to the interconnection request, Westanpleted an Interconnection Feasibility Study,
Interconnection System Impact Study, and Interconme Facilities Study. Based on this study work,
Western proposes to modify its transmission systemescribed in Section 2.2.3 with the additioarof
electrical switchyard within the current and exteddights-of-way of the existing Glen Canyon-Pirlaac
Peak 345-kV transmission lines. Foresight doecuoently have a pending transmission serviceasgu
with Western.

If, and when, Foresight makes a request for fiangmission service, Western would conduct apprigpria
studies to evaluate the request based upon thensysinditions existing at that time. These studasdd
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identify additional upgrades needed to accommoittietéransmission service needs, including
modifications at other existing Western substatitias could include, but would not be limited to,
installing new control buildings; new circuit break and controls; adding new electrical equipment,
which would include installing new concrete founidas for electrical equipment and buildings,
substation bus work, cable trenches, buried calolengling grid, and new surface grounding material;
and/or replacing existing equipment and/or condsctoth new equipment and/or conductors to
accommaodate the requests for transmission service.

In the event that transmission system modificafexiditions are required in order to meet a reciaest
Firm Transmission Service from Foresight’s genagptacility, a separate NEPA process would be
initiated and conducted for these facilities attlamsmission service requestor’'s expense.

2.2 FORESIGHT'S PROPOSED PROJECT

Foresight proposes to construct and operate #ywdale wind energy generating facility on privatel
State trust land. The wind energy generatingifgsilould generate up to 500 MW of electricity from
wind turbine generators (WTGSs).

The proposed project includes the following thre@mtomponents, depicted on Figure 2.2.-1:

1. Wind energy generating facility (wind park)
2. 345-kV transmission tie-line
3. 345-kV interconnection switchyard—constructed, osyrend operated by Western (switchyard)

The wind park would, most likely, be constructedvito or more phases, if fully built out to 500 MW.
The majority of the wind park components would bastructed concurrently for an initial phase,
including new or improved site access and senoeels, an Operations & Maintenance (O&M) facility,
and up to two step-up substations. The numbetiamag of phases, and the number of turbines arsl si
of each wind park phase, would be determined ateat time based on additional wind assessment,
turbine model selection, and one or more power gtaagreements.

For ease in describing the proposed wind parksimégsion tie-line, and switchyard, each of theghre
components is discussed individually in this chapiescriptions include site survey activities,
construction activities, operation and maintenaamevities, decommissioning activities where
applicable, and a summary of construction and diperaelated ground disturbance.

Wind parks are found throughout the United Stateksaae typically sited in locations with strong
prevailing winds. In Arizona, areas suitable toe ievelopment of utility-scale wind parks are galhe
located in the northern portions of the State. 3¢reening process used to select the Grapevingo@an
Wind Park considered the following criteria:

» Availability of undeveloped wind resources suitataeutility-scale wind energy generation in a
region that can serve power markets with portfstamndards.

» Suitability of site-specific conditions based ontewmological tower data and wind analysis.

» Ability to secure options for real property rigluis contiguous lands suitable for wind energy
generation.

» Ability to locate a wind project in an area whene County Comprehensive Plan cites wind energy
as a viable land use.

» Location with transmission access to markets aititiag seeking to procure renewable energy.
» Availability of cost-effective transmission access.
» Proximity to interstate highway system for equiptteansportation and site access.
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Another critical factor in identifying the GrapeeitCanyon Wind Park included its proximity to a 34b-
electrical transmission line corridor. The corridacludes the Glen Canyon-Pinnacle Peak No. 1Nmd

2 345-kV transmission lines, both owned and opdrbjeWestern. The transmission lines have capacity
available to transmit additional electricity.

For the purposes of this EIS, the terms study anelgproject site are defined as follows:

Study Area The study area encompasses lands under evaldatidetermining project site areas
and specific locations for the wind park, transmisgie-line, site access, and switchyard (Figure
2.2-2). The study area includes all lands thatld/be defined in the future for the project site pe
phase (defined below). The study area covers appately 150 sections of land, or approximately
150 square miles (approximately 96,000 acres)s $tidy area substantially exceeds lands
anticipated to be disturbed for the various wintkgacilities. Construction of the wind park up to
the proposed 500 MW is expected to temporarilyudis2,050 to 2,193 acres and permanently
disturb 555 to 570 acres of land. All wind parkilities would be located within the wind park
study area in project site areas determined pesepha

Project Site The project site would comprise areas that wldlirectly disturbed by each phase
of the wind park, transmission tie-line, and swyiatd (see Table 2.2-1). The project site would be
concentrated within a more limited portion of thedxler study area. The project site would include
the areas directly impacted by the placement optbposed wind park, transmission tie-line, and
switchyard as described below. The project seasrincluding the exact location of wind park
facilities, would be determined during final prdjelesign per construction phase, dependent on one
or more power sale contracts. The exact locatiomired park facilities (micro-siting) would be
determined during final design, but the objectséhiat any such adjustments would be made to
avoid or reduce impacts and would not increase atsparo the extent that any pre-construction
surveys provide information that minor adjustmentairbine siting or infrastructure would avoid or
further reduce the impacts indentified in this FIBES, feasible adjustments would be made to
further avoid or reduce impacts to resources. |Romastruction level) design and construction of
all project infrastructure would be based on tHBtang: (1) the estimated maximum disturbance
and impact evaluations which are the basis foatf@ysis in the Final EIS, including the
preliminary layout plan provided in this Final EEhd (2) micro-siting resource information from
the pre-construction surveys.

Preliminary Layout Plan The Final EIS includes a preliminary layout ptaat depicts the planned
infrastructure for the up to 500 MW project, asveal the preliminary layout plan for the project
site area for the initial phase for up to 250 MV &éme subsequent build-out phase project site area
(Figure 2.2-3). The Final EIS includes a prelinmnayout plan. For the environmental impacts
analysis, resource specialists analyzed the rahgetential impacts per resource for the up to 500
MW study area. The anticipated land disturbanckaher impacts were addressed in the Draft
EIS, based on the disturbance estimates in Tabid.2For each resource, the maximum
disturbance and/or impact was estimated. Subsetuére Draft EIS, the preliminary layout plan
was prepared to minimize and/or avoid impacts $oueces including biological and cultural
resources, and waters of the U.S. Ultilizing theuawptions on land disturbance and other impacts
prepared for the Draft EIS, the preparation ofghaiminary layout plan involved the following
tasks, which provided more detailed informatioqtimizing wind resources and incorporating
additional meteorological information (as gathepetiveen the time the Draft EIS and the Final EIS
were prepared); further engineering analysis oktreice roads and cabling/collection system and
connection to the transmission tie-line; furthealgisis of construction to increase efficiency and
decrease land disturbance; review of jurisdictiomatlers of the U.S.; survey of cultural resources
for the transmission tie-line and interconnectiaitchyard on Forest-managed lands and the
primary site access road; additional biological/eys (as conducted between the time the Draft EIS
and the Final EIS were prepared); and adjustmenisrid park infrastructure layout to reduce the
amount of footprint/land disturbance to avoid afuee resource impacts to sensitive resources.
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TABLE 2.2-1
LEGAL DESCRIPTION BY LAND OWNERSHIP FOR STUDY AREA*

Land Ownership Section(s) Township Range
Forest Service 10, 11, 12, 13, 14, 15, 16, 17, 18 18 N 10E
(approximately 220
acres) 7.8 18 N 11E
2,4,10, 12, 14, 16 16 N 12E
1,2,11,12 17 N 11E
2,4,6,8,10,12, 14, 16, 18, 22, 24, 26, 32384, 17 N 12E
Trust Lands 2,10, 12, 14, 22, 24, 26, 34, 36 17 N 125 E
administered by | 1,2 3,4, 9,10, 11, 12, 13, 14, 15, 16, 2325426, 35, 3§ 18 N 11E
gsplg,?oximatew 2,4,6,8,10,12, 16, 18, 20, 22, 24, 26, 2832034, 36 18 N 12E
50,965 acres) 2,10, 12, 14, 22, 24, 26, 34, 36 18N 125E
12, 14, 24, 26, 36 19 N 12 E
2,14, 26,34 19 N 125E
34 20 N 125 E
1,3,5,9,11, 15 16 N 12E
1,3,5,7,9, 11, 13;5112,0,1;,1,12,3'1%;1,2%521,222,25, 27,28, o\ 1E
1,3, 11, 13, 15, 23, 25, 27, 35 17 N 12.5 H
Private 1,3,5,7,9,11,13,14,15, 17,19, 21, 2328627, 29, 31, o 12E
(approximately 33,35
44,035 acres) 1,3, 11,13, 15, 23, 25, 27, 35 18 N 125§
1,13, 23, 24, 25, 35 19 N 12E
3,11, 22, 23, 27, 34, 35 19 N 125E
35 20 N 125 E

*Gila and Salt River Baseline and Meridian, Arizona
Source: USGS 7.5-minute quadrangle maps (Chavemdm East, Chavez Mountain NE, Chavez Mountain, ilhavez

Mountain West, Kinnikinick Lake, Meteor Crater, Moon Lake)

2.2.1  Wind Park

A wind park consists of numerous WTGs and relatext@y generation and transmission infrastructure.
The number and model of turbines are typically aeirged by one or more power sale contracts, the win
resource, and turbine availability and cost. Tduwations of WTGs are generally arranged in rowaceg
approximately one-quarter mile apart within rowsg approximately three-quarter mile apart between
rows, known as arrays. Each of the WTGs geneeddetricity that is collected and transmitted toeay
electrical step-up substation. Here, the voltagsinverted for connection to the regional transiors
system from which it can be made available forarsgale to the utility marketplace.

The proposed wind park study area is located éytre private and State trust lands, not ForestiSer
managed lands, currently used for ranching opersitid he wind park study area is depicted on Figure
2.2-3. Figure 2.2-3 is a preliminary layout plaattdepicts the planned infrastructure for theaupQo
MW project, as well as the preliminary layout pfanthe project site area for the initial phaseuprto
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250 MW and the subsequent build-out phase projecasea as discussed above. As noted in the above
discussion of the Project site, to the extent pinetconstruction surveys provide information thatan
adjustments in infrastructure or turbine siting Vaoavoid or further reduce the impacts identifindhis
Final EIS, adjustments that are feasible would bden

The wind park would potentially generate up to 80 of electricity. It is anticipated that the wind

park would be built in two or more phases. Oneore power sale contracts would determine the wind
park phases and the ultimate wind park size. Psalercontracts would determine size and the number
of turbines per phase, timing of wind park phasesd park layout and design, and related constucti
schedules.

The wind park would generate electricity from WTi@ted at 1.5 to 3.0 MW. For the purposes of this
Final EIS, it is assumed, unless specifically nptkdt a 1.8-MW WTG would be used (Figure 2.2-4).
Using 1.5-, 1.8-, and 3.0-MW turbines as an exampthe wind park is fully built out to 500 MW, thier
333 1.5-MW WTGs, or 277 1.8-MW, or 166 3.0-MW WT@suld be utilized.

The WTG model and size would be determined onad Ganstruction level wind analysis and project
design are completed, and following one or moregrquurchase agreements. It is typical that, once
selected, all of the WTGs would be the same modkehuge similar dimensions and be painted an
industry-standard light gray or off-white.

For purposes of this Final EIS, specificationstfar Vestas V100 1.8-MW WTG are used to evaluate
potential wind park impacts. This WTG is desigf@chigh energy production for low wind sites asd i
suitable for northern Arizona’s wind resource tafte, and temperature range. This 1.8-MW WTG is a
tubular steel tower, 263 feet in height and 14 iie@aximum diameter. Three blades, each 161lifeet
length, extend from a nacelle located at the tajn@tower. In addition, the nacelle houses theegsor
equipment. A pad-mount transformer could be stia@iear the base, or located within the nacelle,
depending on WTG selection (see Figure 2.2-4 agdrEi2.2-5).

In addition to the WTGs, other permanent componehtie wind park would include an electrical
collection system, up to two step-up electricalstations, communications system, operations and
maintenance building, access and service roadsnatebrological monitoring towers.
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FIGURE 2.2-4
TYPICAL WIND TURBINE GENERATOR

The WTG would be secured to a concrete
foundation. A pad-mount transformer
would be situated near the base or located
within the nacelle depending on WTG
selection. The nacelle, mounted at the top o
the tower, would house the electric
generator and a gearbox. The WTG is
expected to utilize a pad-mount voltage step
up transformer. Each WTG rotor would
have three blades made of laminated glas
and carbon fiber. The length of the bladeg
would depend on the turbine model chosen
but Foresight anticipates that blades would
be approximately 161 feet long. Overall
WTG height after construction would be
approximately 424 feet from the ground to
the tip of the turbine blade when in the 12
o’clock position. The towers would be an
industry-standard, neutral light-grey or off-
white to blend into the natural environment.
Dimensions are based on a typical 424-foot
WTG; some turbines may be up to 500 feet
]

in height.
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FIGURE 2.2-5
WIND TURBINE GENERATOR DETAILS

Total Height S

Height to Rotor
102

—«——— Tower

—~——Tower

Turbine Hub Height
263’

Grapevine Canyon Wind Project — Final Environmeitapact Statement

Chapter 2-21



2.2.1.1 Engineering Surveys for the Wind Park

A pre-construction engineering site survey woulgpbgormed to stake out the exact location of the
WTGs, service roads, electrical collection systaatess entryways from public roads, step-up
substation, operations and maintenance buildingjo#imer project features per project phase.

Geotechnical or geophysical investigations woulgh&dormed to identify subsurface soil conditions,
rock types, and strength properties for the desigrk of the roads, foundations, underground tremghi
and electrical grounding systems.

Geotechnical investigations would occur at eacbitarfoundation location. For a 1.8-MW WTG, it is
typical to perform soil borings to a depth of ulBtbfeet at turbine sites using a 3.25-inch holkiam
auger. Representative soil samples from the bervapld be retained for further laboratory testimg
evaluate the design specification for each WTG flation. Boring holes would be backfilled after leac
test.

In addition, soil resistivity and thermal condudijmests could be performed at select turbinessite
Resistivity would be tested by inserting probes ihie ground to measure the resistivity of the. sl
addition, eight-inch borings would be performedtdepth of five feet and retained for laboratostitey
of the thermal conductivity characteristics of sud.

A Worst Case Fresnel Zone Study would be conductelétermine the locations of licensed microwave
paths to further aid in locating each WTG to avadoflicts with licensed communication pathways.

2.2.1.2 Construction of the Wind Park

It is anticipated that the wind park would be comstied in two or more phases. An initial phaspatéde

of generating up to 250 MW, would be constructeeras12- to 18-month period of time. One or more
subsequent phases would follow, resulting in a/follilt-out wind park capable of generating up to
approximately 500 MW. The timing and size of epblase would be dependent on one or more power
sale contracts.

The wind park study area substantially exceedsslanticipated to be disturbed for the wind park
components. The location and siting of wind pafkaistructure would be determined, per phase, based
on additional wind assessment, turbine model selecand one or more power market agreements.

Approximately 250 to 400 workers could be on-siteing peak construction for the initial and
subsequent 250 MW project phases. Constructiovitees would be temporary and would involve the
use of heavy equipment, including bulldozers, gsdeenching machines, concrete trucks, tractaletr
trucks, and large cranes. Table 2.2-2 lists thienaged type, number, and duration at the wind géek
for construction equipment needed during conswaadif the proposed wind park.
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TABLE 2.2-2
ESTIMATED TYPE, NUMBER, AND DURATION OF PROJECT
CONSTRUCTION EQUIPMENT FOR A TYPICAL 250 MW PHASE
. . Estimat_ed Average Num_ber of Estimated Duration
Construction Phase/Equipment Vehicles On-5|t_e During (months)
Construction

Site Preparation and Road Construction

Bulldozer 2-6 4-12

Road grader 1-3 4-12

Compactor 1-3 4-12

Backhoe 1-3 4-12
Foundations / Borrow Pit / Batch Plant, etc

Backhoe 2-5 4-8

Crane (5-ton) 2-5 4-8

Forklift 4-12 4-8
Collection System

Trenching machine 1-3 4-12

Reel carrier 1-3 4-12
WTG Assembly and Erection

Crane (500-ton) 1-2 4-8

Crane (100-ton) 2-5 4-8
Substation/O&M Facility* Construction

Bulldozer D-6 1-2 4-8

Backhoe 1-2 4-8

Grader 1-2 4-8

Crane (5-ton) 1-2 4-8
*May include the construction of a septic systerd drilling a well. If a well is required, a dritlg rig would be used.

Wind Park Mobilization, Staging, and Access

The initial steps in the construction of the wirathpwould include: constructing or improving actes
roads; establishing borrow pits and setting upck mwusher and batch plant; developing a temporary
power and water source; and establishing a winkl gtaging area.

Temporary Water

Water would be required during each project phasednstruction activities, including dust contaoid
preparation of concrete. Water would be sourceihfone or more privately owned wells located on
private land within the wind park study area.

Approximately 30 to 50 million gallons of water wdibe required during the initial up to 250 MW pbas
of construction, with between 60 and 100 milliotigyzs of total water required for full wind park ita+
out during construction.

Grapevine Canyon Wind Project — Final Environmemtapact Statement Chapter 2-23



Potable water would also be sourced on-site framivate landowner and would be available at thedwin
park staging area during construction. While maicgpated, potable water could be sourced fromane
more commercial water haulers if necessary.

Temporary Power

There are currently no sources of electricity da-siA temporary source of electricity would beuiegd
for construction. Two options are under considensas described below.

1. On-site GeneratianEither multiple 5-kW or a single 50-kW, dieselmgrator would provide
electricity during the construction period. Fueuld be purchased locally, and fuel would be
housed on-site in accordance with requirementsriesite fuel storage.

2. Electrical Distribution Line A temporary distribution line would be extendemn an existing
distribution line located along Meteor Crater Roddhis line would be located adjacent to the
primary site access road within a 60-foot-wide righway and would not require separate access.
The overhead line would be strung on wooden pgdescximately 25 to 30 feet tall and spaced
approximately 150 feet apart. Construction oflihe would occur over three to five months and
would require between 15 and 30 workers at its péfakecessary to construct, this distributiorelin
would conform to Avian Power Line Interaction Contie (APLIC) recommendations to reduce
potential impacts to wildlife (APLIC 1994, 2006).

Borrow Pits, Rock Crusher, and Batch Plant

Base material and aggregate required in the camstnuof the roads, staging areas, WTG foundations,
transmission tie-line structure foundations, operstand maintenance building foundation, and fheou
two step-up substations are expected to be soortsite from within the wind park study area. Tise
of on-site borrow pits would eliminate the needbtimg in raw materials that would require a subsshn
number of heavy truck trips to and from the windkstudy area during construction. The borrow pits
would become operational prior to road constructotivities and would remain in operation until
construction of the wind park and transmissiorlitie-are completed.

One or more borrow pits would be located withinwhed park study area on private land. Each of¢he
would be approximately two to four acres in sizd mould provide aggregate that would be needed for
wind park construction, as well as constructiothef transmission tie-line. The locations of thiesgow
pits have not been determined, but would be subjegtological analysis. If it is determined that
aggregate material from these borrow pits woulddex on Forest Service-managed lands, the sites
would be surveyed for noxious weeds and materiarsavould match the existing landscape where they
would be utilized.

Breaking or blasting to fracture and loosen theeBtone base could be required at each borrow pit.
Blasting activities would be conducted by profesalty trained and certified explosives experts and
would employ industry-standard techniques.

Quarried materials would be transported to a ptetedck crusher located at each pit. The rockheus
would process the raw materials into aggregatédse construction material and concrete. The rock
crusher would operate during the construction pisrfor the wind park and transmission tie-line clta
crusher would be located in an area approximatetyacres in size and typically surrounded by a one-
foot high earth berm to contain water runoff. Atpble source air quality permit would be requifed
operation of each rock crusher.

One or more portable concrete batch plants (Figute) would be located within the wind park study
area on private and/or State trust land. The iocatf each batch plant site would be determinathdu
construction planning. Each batch plant would nexjan area approximately two acres in size, irioigd
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an area for the batch plant and stockpiling of malesuch as sand, cement, and water. Batchsplant
would be used to mix concrete for use in the WT@iftations, transmission tie-line structure
foundations, and other facilities that would requhie use of concrete. At least one batch plantdvoe
in operation throughout the construction periothefwind park and transmission tie-line. Each lvatc
plant would require a portable source air qualgynpit.

Batch plants and rock crushers would be powereobbiable electric generators, and fuel would be
stored on-site in accordance with requirement®isite fuel storage.

FIGURE 2.2-6
TYPICAL PORTABLE BATCH PLANT

—

Source: http://www.cemcoinc.comproducts.php

Staging Areas for the Wind Park

Staging areas are typical of construction and ai4purpose areas used to store and assembleiaiater
A temporary wind park staging area would be devetiopn approximately 8 to 12 acres within the wind
park study area per project phase. The locatidheofvind park staging area would be determinediupo
final wind park design and layout. The wind paidging area would be used for construction safety
meetings, to host office trailers, temporary sdigitastations, parking for equipment, vehicle pagkfor
equipment operators and construction workers, tagirgy for limited wind park components.

An additional on-site temporary staging area wdaddised during access road construction for
equipment and employee parking. The staging aceadAbe approximately four to six acres in size and
may or may not be located in the same place aaither staging area described above, but would be
located with the wind park study area on privatella
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Staging areas would be prepared by clearing ardirgras needed. The areas would then be covered
with four to six inches of gravel to provide a legeound surface. The gravel would be sourced from
borrow pits on-site. Excess spoil material andtdpsalvaged from the site would be used for 1t prf
other construction areas.

Temporary security fencing could be located arocmastruction staging areas. If utilized, fencingud
be a six-foot-high chain link structure with addital security wiring located at the top. When
construction is complete, the fencing around thgiagy areas would be removed.

Temporary staging areas would be reclaimed oncstagrtion is complete. The initial wind park stai
area would be kept, but reduced in size to accorateqoermanent parking and other uses near
operations and maintenance facilities. Excessayrmawuld be removed and salvaged for resale tarothe
construction projects in accordance with landoweguirements.

Wind Park Primary Access and Service Roads

Construction and improvement of the new and exggpinmary access and service roads would occur
over a period of four to six months and would reglietween 50 and 100 workers at its peak. The
primary site access road would be constructechiirtitial Project phase.

Primary access and service roads would be improveésigned and constructed to State and Federal
Water Quality Certification Standards for Lineaaiisportation Projects. The roads would be
constructed using typical road construction equiptriacluding a bulldozer, grader, front-end loader
excavator, and a small crane. The roads woulddagex] of vegetation and excavated to a depth &b up
12 inches and covered with approximately 4 to &i@scof aggregate. The road surface would then be
graded and compacted. Berms and other drainaggdsavould be constructed as required. Topsoil
removed during road construction would be useddpffill or stockpiled for berms and other drainage
features.

Trucks and other vehicles would access the winkl gtaidy area from Interstate-40 (I-40) at the Meteo
Crater Road exit. In order to accommodate constnucraffic, additional gravel could be placed on
already disturbed roadway shoulders at the intémseof I-40 and Meteor Crater Road. No off-site
improvements have been identified at this timeoffisite transportation roadway improvements are i
the future, after the completion of the Final EA8y environmental impacts associated with these
modifications would be addressed in accordance meilalatory requirements.

The primary site access road would originate froetéddr Crater Road and would extend to the west
across Canyon Diablo and then south into the warlt ptudy area. The access road would be
constructed as a new all-weather, compacted graadlapproximately eight miles in length. The road
would generally be 16 feet wide, with a 5-foot ddeu on either side (Figure 2.2-7).

The primary access road would require a crossir@amiyon Diablo. This crossing is expected to occur
at one of three suitable locations that have beentified based on a preliminary evaluation (FigRiz

8). The final crossing location, structure, andigie would be determined based on engineering and
analysis completed during the design of the wintt.p# is anticipated the crossing would require a
bridge-type structure with a span of up to 80 &eet a roadway width of approximately 16 to 18 feet.
The crossing would be designed to maintain stréawsfand prevent erosion. In addition to Canyon
Diablo, the road is expected to cross up to fivallenephemeral washes. Culverts would likely be
placed within these washes at crossings. Up t@&%on either side of the road would be disturbed
where culverts or other drainage structures ataédac Design and construction of the roads anssorg
would be in accordance with the RPMs and Sectighpt®mit for the initial phase and subsequent
phase(s) and compliance with County and other egigle road and crossing standards. These permits
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would be obtained pre-construction and based @i éingineering design for the initial and subsetuen
phases.

FIGURE 2.2-7
CROSS-SECTION ILLUSTRATION OF TYPICAL PRIMARY SITBCCESS ROAD

i
~— 5' Shoulder —— | < 16" Road

26’ Road

In addition to the primary access road, Chavez Rassl, an existing road located between MeteoreCrat
Road to the north and State Route 87 to the soathd also be used for site access for subsequadt w
park phases. Chavez Pass Road is maintained I@otivety and it is anticipated the road would nade
to be recontoured or be upgraded outside of thaiegiroadway. If used, minor grading could be
necessary and new surface material added, but protements are anticipated to be made outsidecof th
current road area.

Once primary access has been established, seoéds to each WTG site and other wind park faclitie
would be constructed. Up to approximately 143 sndéservice roads would be needed if the wind park
is fully built out to 500 MW. All service roads wia be located within the wind park study area on
private and/or State trust land. Service roadslavbe sited to minimize disturbance and maximize
transportation efficiency. Existing roads, ranchds, and two-track trails would be used to therext
possible. Service roads would be constructeddas#ime specifications and standards as the prsitary
access road with the exception of an addition& feet on either side resulting in a ten-foot stieul
(Figure 2.2-9). This additional width is necesdarfacilitate the movement of a large crane fram o
WTG to the next. Following construction, this aduial shoulder width would be reclaimed.

The wind park perimeter would not be fenced, arass to public land would not be gated. Primary
access to the wind project on private land and tamsls administered by ASLD would be via a newly
constructed access road for which the ASLD anttep#ssuing a non-exclusive right-of-way for the
Project, grazing lessees, and private landowng&esess to certain portions of the wind park on Faldle
State, and private land could be restricted folipugafety and project security.
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FIGURE 2.2-9
ILLUSTRATION OF TYPICAL SERVICE ROAD TO ACCOMMODATHARGE CRANE
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Construction of Wind Turbine Generators

The typical construction sequence of the WTGs @aled in Figure 2.2-10 and described below.

FIGURE 2.2-10
TYPICAL WTG CONSTRUCTION STAGES

1. Foundation excavation 2. Foundation pouring 3. Tower assembly 4. Nacelle placement 5. Rotor assembly 6. Rotor attachment

An area approximately 2.2 acres in size at each Wit&ion would be cleared with a grader and
excavated with a backhoe to prepare for each ctanfoendation and to accommodate the WTG,
temporary work areas, and a crane pad. The craohgpuld be an approximate 50-foot by 50-foot
compacted and graveled area adjacent to each Wd@auld remain after construction.

Each turbine and pad transformer, if required, woeahuire foundations. The most likely foundation
design for the Vestas V100 WTG is a spread footiith an octagonal base. Each foundation would
consist of approximately 25 to 40 tons of steel approximately 350 to 400 cubic yards of concrete p
WTG. The excavated area would be approximatelo b feet deep and 45 to 60 feet in diameter. A
16-foot-diameter pedestal would be centered withéinfoundation footprint with approximately 1 fauit
the foundation protruding above grade. Excesswated material, including topsoil, would either be
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stockpiled for backfill and reclamation, or dispdsd in accordance with applicable regulations and
permit conditions.

Each WTG would be assembled and erected by cramesltiple stages. A 400-ton crane would likely
be used similar to the model illustrated in FigRr2-10. The crane would arrive to the wind park in
sections and be assembled on-site.

The components of each WTG would arrive via sedildrs. If one crane is utilized at the site, 408
semi-trailer loads of wind facility components wabdlle transported and offloaded at the projecipste
equipment delivery day; if two cranes are utilizédhe site, 20 to 26 trailer loads would be tranitsul
and offloaded per equipment delivery day.

WTG assembly would involve connecting the anchdislto the concrete foundation, erecting the four-
section tower, erecting the nacelle, assemblingeaecdting the rotor, connecting the internal caldesl
inspecting and testing the electrical system goayperation.

The blades would be assembled into a rotor asseonbilye ground prior to placement on the nacelle.
The rotor assembly consists of connecting the thiades to the hub. The hub is the central elethent
connects the blades to the shaft of the gearbte hlib would be placed on a special stand thaatdsv
it approximately eight feet above grade. The dasleuld then be individually attached to the hulg a
then raised into place by the crane and attachddetnacelle.

Construction of Electrical Collection System

Construction of the collection system would lagpragimately 10 to 14 months and would occur prior t
or concurrent with WTG construction. Approximatély to 30 workers would be on-site during peak
construction.

To the extent possible, the collection system wdngldocated adjacent to the WTG service roads to
minimize disturbance. Approximately 241 miles df=8kV collection lines would be needed if the wind
park is fully built out to 500 MW. The collecti@ystem would be located within the wind park study
area on private and/or State trust land, and therityaof the collection system would be undergrdun
However, if a combination of underground and ovacdheollection system is utilized, the length of
underground collection system would be proportilynaduced by the length of overhead collectioe.lin
Each collector line would consist of three cablar:electrical conductor, a solid copper (unshidide
ground wire, and a fiber optic line.

The underground collection lines would be conseddiy excavating trenches to a minimum depth of
four feet, depending on the underlying soil anckroenditions, and to a width of one to two feetheT
three cables would then be placed in the trenathflaatrench would be backfilled with a warningdap
placed 12 to 18 inches above the cabling.

Temporary disturbance resulting from the constamctif the underground collection system would
include tracks from the trenching equipment anlgred- to five-foot swath of disturbed soil as aihesf
excavating and backfilling the trench. All surfatisturbances would be limited to a 25-foot-wide
construction corridor, inclusive of temporary caouostion disturbance and any collection line service
roads.

If utilized, the overhead collection lines would fagpported by wooden poles approximately 25 toe@d f
tall and spaced approximately 150 feet apart. lifles would be constructed in two phases, using&yp
construction techniques. First the pole structwesld be set using a single multi-purpose trutke
truck would include a small crane suitable foiidiff and placing poles. A pole trailer would be ¢ov
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behind the crane truck to transport the polesédribtallation site. Affixed to the crane wouldde
auger for boring the holes for the pole structur®sil excavated during construction would be used
backfill and for restoration of disturbed areagc@&d, cable would be installed using a cable tamzka
truck with a person lift. The cable would be sguut along the installation route and the mannifuld
be used to place the cable on the pole structure.

Temporary construction and permanent service atodbg line would be primarily provided by the
WTG service roads. In areas where overhead cmifecannot be collocated with the WTG service
roads, surface disturbance would be limited to-f0®5wide construction corridor.

Construction of Communications System

The communication system for the wind park inclualegries of fiber optic cables connecting the WTGs
The fiber optic cable would connect each WTG todfep-up substations. The fiber optic cables would
terminate at a switchgear enclosure located withérproposed step-up substations. Data could be
transmitted via an on-site microwave tower or vidar optic cable included on the transmissiorlitie

to the switchyard. The fiber optic cables wouldrsalled at the same time as the electrical ctda
system, either within the same trench or attacbeldd same overhead structures.

Construction of the Step-Up Substations

Two step-up substations, for initial and build-pbases, would be located within the wind park study
area on private and/or State trust land (Figure32.2Each substation would be sited on an appratdéiy
four-acre parcel with an additional two acres distd during construction activities (see Table£.2-
An extension tie-line approximately seven milegeimgth, ranging between 138-kV and 230-kV, would
connect the two step-up substations. Pole strestior the extension tie-line would be 100 to 188t in
height. Construction would involve site gradingstalling gravel material within the fenced areahsf
substation, constructing concrete foundationstferttansformers and other components within the
substation, installing substation equipment, aedterg a chain-link security fence around the satiyst
perimeter. Figure 2.2-11 includes a picture offacal step-up substation. A bulldozer, backhaedgr,
crane, and general purpose trucks would be ustioonstruction of the substation. It is expecthed
each substation would be constructed over a fougight-month period, and 15 to 25 workers would be
on-site during peak construction.

Construction of the Operations and Maintenancedihal

The O&M facility would be located within the winéik study area on private and/or State trust land o
an approximately 2.4-acre parcel, typically co-tedawith the wind park construction staging area.
Drainage features would be constructed, if need&zhstruction of the O&M facility would include
foundation preparation and pouring, framing thactre and roof trusses, installing the outer gidin
installing plumbing and electrical work, and finist the interior carpentry. The facility would tgplly
require a septic system and potentially a well.cé®©complete, the O&M facility would have the
appearance of a typical prefabricated steel bugldin

Equipment required for construction of the O&M fagiwould include a bulldozer, road grader,
compactor, backhoe, concrete mixer, crane, andrgleparpose truck. Construction of the O&M fagilit
would be accomplished in approximately four torsianths with approximately 15 to 30 workers on-site
during peak construction.
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FIGURE 2.2-11
TYPICAL STEP-UP SUBSTATION

Meteorological Towers

Several temporary meteorological (met) towers Hsaen constructed over
the past several years within the wind park studg @n private and State
trust land to gather wind data indicating the fedity of the wind park.
These existing towers would remain in place umiistruction of the wind
park is complete. In addition, up to five addigtemporary met towers
could be installed prior to construction to furtlaealyze the wind resource
across the wind park study area. Temporary towergd be
decommissioned and removed during the construptiocess for wind park
phases.

Up to 16 long-term or permanent met towers wouldided to monitor wind
conditions at the site if the wind park is built éo 500 MW. These met
towers would be free-standing structures, approteéin263 feet tall,
constructed of steel lattice. A typical long-temmet tower is depicted in
Figure 2.2-12. Construction equipment neededhetinistallation of the met
towers would include a bulldozer, road grader, emdpactor for site
preparation; a backhoe and concrete mix truckiferfoundation; and a crane
and general purpose truck for erection of the tewdpproximately six to
nine workers would be on-site during constructibeaxch of the permanent
met towers over approximately two weeks per tower.

FIGURE 2.2-12
TYPICAL LONG-
TERM MET TOWER
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Security During Wind Park Construction

The wind park owner or manager would develop arlément a security plan to effectively monitor the
wind park activities during construction. A se¢yplan would be developed and adapted througlneut t
course of construction to address the level of tooon activity and the type of equipment beirsgd.
Construction lighting would be in conformance wiitle Coconino County Lighting Ordinance.

Construction materials would be stored at individd G locations or at the staging areas. Temporary
fencing with a locked gate could be installed atbarroughly 1.5-acre area adjacent to the O&M itgcil
for temporary storage of any special equipment atenmls.

2.2.1.3 Operation and Maintenance of the Wind Park
Wind Park Start-Up

Plant commissioning would follow mechanical comigletof the wind park, transmission tie-line, and
switchyard and would begin with a detailed plantésting and energizing the electrical collection
system, step-up substations, transmission tie-dind,interconnection switchyard in a defined segeen
with lock and tags on breakers to ensure safetyalloa for fault detection prior to energizing any
component of the system. Once the step-up subastatenergized, feeder lines would be broughinenli
one by one. Individual turbines would then beddsxtensively then brought online, one by one.
Commissioning does not require any heavy machittecpmplete.

Wind Park Operating Requirements and Staffing

Operating Schedule

The wind park would be in operation 24 hours pegr, 385 days per year. The wind park would be
staffed as necessary to provide operational maan@nand environmental compliance support. The
wind park’s central Supervisory Control and Datayiisition (SCADA) system would stay online
fulltime, 24 hours per day, 365 days per year.

Operation and Maintenance Staff

The wind park would be operated and maintained team of approximately 17 to 40 personnel if fully
built out for a typical 500 MW project, consistingthe following staff positions (Table 2.2-3):

TABLE 2.2-3
TYPICAL WIND PARK OPERATION AND MAINTENANCE STAFFING
(BASED ON UP TO 500 MW WIND PARK)

Position Number of Personnel*
O&M Project Manager 1
Administrative Assistant 1
I&E Technician 1-2
Lead Wind Turbine Technician 1-3
WTG Technicians (Technician 1, Technician 2) 12-32
Misc services (security, housekeeping, general t@aance) up to 0.5
*dependent upon on quantity and type of turbinec@n
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Fencing and Security

The wind park perimeter would not be fenced. Rudaticess across wind park service roads that connec
to wind park infrastructure would be based on ctiagan with the private and State landowners.

Service roads that do not access public lands dmilghted. A lockable steel door at the base df ea
WTG would restrict access to authorized personnii. olf the selected WTG requires a pad-mount
transformer, these would be locked. Consisterit imdustry standard practices, WTGs and pad-mount
transformers would not be fenced.

The step-up substations would be fenced and gateditistry standards for electric utility infrastture.
The area would be secured and limited to authonueedonnel.

Wind Park Power

During the operating life of the wind park, elecity for the O&M facility would be needed. Once
Western's interconnection switchyard, and the wiatk's transmission tie-line, and up to two step-up
substations are complete and energized, statioempvthe wind park facilities would be fed via a
dedicated circuit from the step-up substationsnhere, power would be delivered to the O&M
building.

Operation of the Step-up Substations

The step-up substations would be equipped withtrigie and motion sensor lighting systems, as al|
emergency lighting with back-up power. Lightingtéires would be in conformance with the Coconino
County lighting ordinance.

Operation of the Communication System

Each turbine would be connected to the SCADA systéhe SCADA system would allow for remote
control and monitoring of individual turbines are twind park as a whole from both the central host
computer or from a remote computer. The SCADA papaint would be located in the control panel
housed inside the base of each WTG. The SCAD/Aesystould allow the operator to remotely control
and monitor project performance via an internetneation or dedicated high-speed phone line on a
continuous basis. Any abnormalities or emergemetascted by the system would initiate a callout
sequence, and a maintenance person would be aderded required, dispatched to the WTG
immediately to implement corrective action.

Operation of the WTGs

The WTGs would be equipped with sophisticated cderpeontrol systems to monitor variables such as
wind speed and direction, air and machine temperstelectrical voltages, currents, vibrationsgela
pitch and yaw angles, etc. The main function$hefdontrol system would include nacelle and power
operations. Heat dissipation for the operatinghirary inside the wind turbines, such as the geaoera
and gearbox, would be achieved with air coolingeattlissipation is very minimal.

Aerodynamic brakes and mechanical disk brakeseangrity measures installed in each WTG. The
braking system is designed to be fail-safe, allgvthre rotor to shut down during high wind condisar
in less than five seconds in case of electric pdaiure. Emergency stops are located in the teeeld
in the bottom of the tower. Turbines are alsoglesi to allow for disconnection from all power sms
during inspection and maintenance.

Typical chemicals used during operation and maariea of WTGs include anti-freeze liquid to prevent
freezing, gear oil for lubricating the gearbox, faudic oil to pitch the blades and operate the &rak
grease to lubricate bearings, and various cleasmeqgts and chemicals for maintenance of the turbine
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Turbines are certified to ISO 14001:20004 for emwinental system compliance. All chemicals would
be stored and handled in accordance with applidable and regulations throughout the constructimh a
operating periods of the wind park.

WTGs would be lighted according to Federal Aviathaministration (FAA) requirements. The FAA
has an administrative procedure that provides arb®hation of No Hazard with permits for each WTG
tower over 200 feet in height. The FAA would pierian approved lighting plan for perimeter WTGs
and select internal WTGs for the final project latyger phase, prior to construction. Typicallg AA
requires that approximately one-third of all WT@saiwind park are lighted. Industry standard lignt

is a medium intensity red synchronized flashinbtigmitting diode (LED) obstruction light with a
horizontal beam pattern.

Operations and Maintenance Building

The O&M facility would include a main building withffices, spare parts storage, restrooms, a stezp ar
outdoor parking facilities, a turn-around areal&ger vehicles, and outdoor lighting. The O&Mifig

is expected to be fenced. The building would leised with locking access and service doors, with
access limited to authorized personnel. Publiessto WTG service roads that connect to the O&M
facility would be based on consultation with thevate and State landowners.

During operations and maintenance, water to the G&diity would be expected to be piped from a
private on-site well and stored in on-site storagks. Domestic sewage would be discharged and
treated in an on-site closed septic system. Thtcsgystem would be a leach field design, typioahe
region and permitted through Coconino County.

Heating for the facility would be determined at fimal design stage; electricity, propane or ndtges
would be evaluated. If propane or natural gagliscsed, storage of this fuel would be addressélen

Spill Prevention, Control, and Countermeasures (§F&an and other approvals and permitting required
for construction, operations, and maintenance efdlkility.

Facility exterior lighting would be in conformanedth the Coconino County Lighting Ordinance.

Operation of the Meteorological Towers

The wind park design would include up to 16 permamneet towers (for a 500 MW wind park) fitted
with multiple sensors to track and monitor windeggp@nd direction and temperatures. The permanent
towers would be connected to the plant’s centradh\B& system.

These met towers would be lighted according to Féduirements. Similar to the WTGs, the FAA has
an administrative procedure that provides a Detsaition of No Hazard with permits for each met tower
over 200 feet in height. The wind park owner onager would meet the FAA requirements for lighting.

2.2.1.4 Summary of Wind Park and Ground Disturbanceand Reclamation Activities

Table 2.2-4 provides estimates of the extent optaary and permanent ground disturbance associated
with construction, operation, and maintenance efiftoposed wind park.
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TABLE 2.2-4
ESTIMATED PERMANENT AND TEMPORARY GROUND DISTURBANE
ASSOCIATED WITH A 500 MW WIND PARK
Temporary Ground Disturbance Permanent Ground Disturbance
. (acres) (acres)
Facility
1.5 MW 1.8 MW 3.0 MW 1.5 MW 1.8 MW 3.0 MW
WTG WTG WTG WTG WTG WTG
Project staging/parking arep 28-40 24-36
Borrow pits (to be
determined) 2-4 2-4
Batch plants (2) 0.2 0.2
Electrical distribution line 61-86 61-86
Step-up substations (2) 11 7
O&M building/parking area 2.1 2.1
Primary access roads 41 35 44 25 22 27
Internal access roads 592 628 382 427 454 274
Wind turbine generators 665—786 553-654 332-3p2 51 42 25
Collec'uo_n system/ 712 730 608 o o o
communication system
Long-term meteorological
towers (12) 03 03
TOTAL 2,111-2,274 2,047-2,19Q 1,465-1,561 535-550 | 552-567 | 360-375
Source: Foresight Renewables 2011
*Some permanent disturbance is likely in areas wila@roverhead collection system is constructedm&eent disturbance
would include the foundation and footprint of eattucture and would amount to less than one atagé to
Note: Temporary and permanent ground disturbagoeti exclusive (i.e., permanent ground disturbéstiee same as or part
of temporary disturbance).

Reclamation of Disturbed Areas

Following construction, areas not maintained asnp@ent facilities would be returned to a condition
reasonably similar to their pre-construction stakhis would include replacing topsoil of the saone
similar type and reseeding the affected areas plgtht species native to the region. Post-constmice-
contouring is not anticipated since excavationvéi@s would be conducted to retain natural corgour
where feasible.

After construction has been completed, the graveied park staging area would be reduced to
accommodate permanent parking and other useshree@&M facility or step-up substations. Excess
gravel would be removed and salvaged for resab#fter construction projects, or according to
landowner desires. The area would be graded atmimeed as described above.

Resource protection measures are included in Rablé to address reclamation of disturbed areas.

2.2.1.5 Wind Park Decommissioning

The design life of major wind park equipment sustitee turbines, transformers, substations, and
supporting infrastructure is typically considerede at least 25 years. It is likely that aftechamnical
wear takes its toll, the wind facilities could beguaded with more efficient equipment and couldehav
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useful life longer than 25 years. Such upgradesdo@quire additional Federal, State, and loceikeng
and approval.

Once it is determined that the wind park would beainmissioned, financial and decommissioning
responsibility would rest with the owner or operaibthe wind park. Decommissioning provisions ar
typical term in land rights agreements and are egokto be required in jurisdictional permits fréme
Forest Service (special use permit), ASLD (rightaafy easement), and Coconino County (conditional
use permit). Decommissioning provisions includeuations for post-construction and non-compliance
Foresight also has decommissioning and post-carsirureclamation provisions in the land lease
agreement with the private landowner that wouldhig@demented per the executed lease per Project
phase.

2.2.2 Transmission and Extension Tie-lines

The electricity generated by the wind park wouldjbaéhered at the step-up substations located wiitiein
wind park study area on private and/or State teusd, where the voltage would be transformed frdn®d 3
kV to 345 kV. A new 345-kV single-circuit electactransmission tie-line would be constructed betwe
the wind park step-up substations and Western®iagi Glen Canyon-Pinnacle Peak No. 1 and No. 2
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